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As global population and worldwide quality of life continue to increase, available 
freshwater resources will no longer be sufficient to meet the water needs of humanity. This 
necessitates the exploration of novel water sources. Many of these have been explored, 
with a large focus on desalination systems, including multi-stage flash, multi-effect 
distillation, and reverse osmosis; however, one challenge inherent in the exploitation of 
alternative water resources is the energy cost of producing that water. By combining water 
purification with cooling, investigators have sought to create systems that can produce pure 
water with a low energy penalty. Although these systems are a step in the right direction, 
they suffer from low water purification rates and in the case of adsorption heat pumps, 
large system footprints. 
In this work, a novel water-purifying absorption heat pump cycle is developed by 
converting a conventional absorption heat pump from a closed-loop cycle to an open-loop 
cycle. By adding water purification to the cycle, the total utility of the cycle can be 
increased by up to a factor of two compared to a cycle that only produces cooling. LiBr is 
selected as the absorbent for the cycle based on thermodynamic and heat transfer studies. 
A heat exchanger that can serve as the absorber or desorber of a cycle with a nominal 
cooling capacity of 300 W and a water purification capacity of 10.5 kg day-1 is designed 
using a detailed heat and mass transfer model, and batchwise experiments are conducted 
using this heat exchanger to demonstrate water purification and cooling using absorption 
heat pump cycle components. 90% removal of contaminants from synthetic graywater and 
99% removal of salt from simulated seawater are demonstrated.
 
1 
CHAPTER 1. INTRODUCTION 
Water is both a necessity and a luxury; while only 50 L person-1 day-1 are required 
for basic sanitation, washing, drinking, and cooking, people in industrialized countries can 
use over 200 L person-1 day-1 for the same functions and over 300 L person-1 day-1 once 
luxuries such as landscaping, car washes, and swimming pools are included (Gleick, 1996; 
Maupin et al., 2014; DeOreo et al., 2016). Projections near the beginning of the century 
indicated that increases in global population and improvements in quality of life in 
developing countries would result in higher total and per-capita water use, and global data 
over the past century have demonstrated the same trends, as shown in Figure 1.1 (Oki and 
Kanae, 2006; FAO, 2016).  
 
Figure 1.1: Global per-capita municipal water withdrawals since 1900. 




With water scarcity and aquifer depletion occurring on a global scale, it is clear that 
conventional water sources are not enough to satisfy the increasing demand (Konikow and 
Kendy, 2005; Oki and Quiocho, 2020). Thus, alternative sources of water must be 
explored, and decentralization should be considered (Gleick, 2003). When investigating 
these water sources, it is important to consider the energetic cost of the water purification. 
In 2010, 45% of water withdrawals in the U.S. were used for electrical power generation 
in thermoelectric power plants, with the freshwater contribution to this accounting for 38% 
of the freshwater withdrawals (Maupin et al., 2014). Thus, any method of water production 
or purification that uses electricity may require additional water. 
1.1 Alternative Water Sources 
Many methods for extracting water from unconventional sources have been 
investigated over the past several decades. Some of these have been focused on water 
capture from the atmosphere, as this water requires no additional purification (Tu et al., 
2018). Some investigators have explored the possibility of using nets or other apparatus to 
capture droplets of fog in mountainous or coastal regions (Beysens and Milimouk, 2001; 
Korkmaz and Kariper, 2020). Others have considered the possibility of extracting water 
from the ambient air, either through decreasing the temperature of the air until 
condensation occurs using a chiller, or through dew collection (Khalil et al., 2016), or 
through the use of liquid or solid desiccants from which the water is extracted by the 
addition of thermal energy (Su et al., 2017; Kim et al., 2018). Although innovative, 
atmospheric water harvesting suffers from the highly diffuse nature of the water contained 





For a more concentrated water source, water can be extracted from an impure 
stream, two of which are saltwater and wastewater (Grant et al., 2012; Ghaffour et al., 
2013; Ghalavand et al., 2015). Although the details of some of the purification methods 
described below differ between saltwater and wastewater due to the composition of the 
source, the same overall methods can be applied. 
The simplest purification method, although one of the most energetically intensive, 
is distillation, in which water is evaporated from an impure source and the steam is 
condensed. Due to the high energy cost, research in recent years has focused on solar stills, 
in which the distillation process is driven by a solar energy input (Sivakumar and 
Ganapathy Sundaram, 2013). Another approach to making distillation more sustainable is 
to recover the thermal energy released during the condensation. Multi-stage flash (MSF) 
and multi-effect distillation (MED) use this method and were the preferred methods for 
commercial desalination through the mid-1990s (Ghaffour et al., 2013). MSF is shown in 
Figure 1.2a, while MED is shown in Figure 1.2b. In MSF, the heat released during 
condensation is used to preheat the feedwater entering the system. This heated feedwater 
is then heated further by a high-temperature heat source and expands through a series of 
flashing chambers, each of which is at successively lower pressure. As non-condensable 
gases are liberated from the low-pressure feedwater, they are removed by strategically 
located steam-jet ejectors (El-Dessouky et al., 1999). MED is similar in that the heat 
rejected during condensation is recovered and used to improve the performance of the 
cycle. However, in MED, the condensing vapor is used to directly drive evaporation of the 
vapor in the next stage (Palenzuela et al., 2014). This leads to improved performance and 
smaller required heat transfer areas (Ghalavand et al., 2015). As with MSF, the cycle 
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operates at subatmospheric pressure, with the top brine temperature, or the highest 
temperature of the feedwater in the system, limited by scaling due to precipitation of 
dissolved compounds in the feedwater and the last stage temperature limited by the inlet 
temperature of the feedwater used as the heat transfer fluid to condense the vapor generated 
in that stage. 
The most common method of desalination today is reverse osmosis (RO), which 
captured the majority of the market by the turn of the 21st century due to its low energy 
consumption and small footprint (Ghaffour et al., 2013). Unlike MSF and MED, RO is a 
mechanically driven water purification process; thus, it requires high-grade electricity to 
operate. In RO, semipermeable membranes that are impermeable to the vast majority of 
dissolved solids found in the feed are used to separate the feedwater stream from the pure 
 




permeate stream. The feedwater is pumped to high pressure, overcoming the concentration 
difference between the feed and permeate streams, and water flows through the membrane 
(Malaeb and Ayoub, 2011). 
An alternative membrane-based process that seeks to address some of the 
challenges of RO, including membrane fouling and the resulting need for extensive pre-
treatment, is forward osmosis (FO). In FO, a semipermeable membrane is used to separate 
the feedwater from a concentrated draw solution of known composition. The difference in 
concentration between the feed and draw solutions causes water to diffuse through the 
membrane, diluting the draw solution. Once this has occurred, the draw solution can be 
reconcentrated by removing the water that was extracted from the feed (Cath et al., 2006; 
Zhao et al., 2012). The process is shown in Figure 1.3. FO has been shown to suffer from 
fouling on par with that of RO, but in FO membranes, the fouling is reversible, and the 
responsible particulates can be removed by washing (Lee et al., 2010), which makes it a 
good choice for treating wastewater (Achilli et al., 2009). One of the major challenges with 
FO is the selection of the draw solute (Cai and Hu, 2016). Because the draw solution must 
be more concentrated than the feed solution, the energy requirement for removing water 
from the draw solution is higher than the energy requirement for removing water from the 
feed solution directly (McGovern and Lienhard V, 2014). Thus, in addition to monovalent 
 




and divalent salt solutions that can be reconcentrated via RO (Achilli et al., 2010), novel 
draw solutes that thermally decompose (McCutcheon et al., 2005) or spontaneously 
separate when heated above a certain temperature (Zhong et al., 2016) have been explored. 
Another membrane-based water purification method is membrane distillation 
(MD), which is shown in Figure 1.4. In this thermally driven method, a hydrophobic 
membrane is used to separate the feed from the permeate. The vapor pressure of the feed 
is increased above the vapor pressure of the permeate, usually by heating the feed, and 
water vapor flows through the pores of the membrane, where it condenses upon reaching 
the feed (Drioli et al., 2015). There are four major configurations in MD: direct contact, in 
which both the feed and the permeate are in contact with the membrane; air gap, in which 
condensation of the vapor occurs on a cooled plate some distance from the membrane; 
sweep gas, in which a carrier gas is used to transport the water vapor to a condenser; and 
vacuum gap, in which the permeate side of the membrane is maintained at a lower pressure 
through the use of a vacuum pump (Alkhudhiri et al., 2012). Each of these methods has its 
own advantages and disadvantages. Because there is no contact between the feed and 
permeate sides of the membrane, MD can be used to purify extremely concentrated feeds 
(Cath et al., 2005). However, there is a risk of the membrane becoming wetted by the feed 
 




solution due to scaling or fouling with organic materials, and once this occurs, the 
membrane no longer effectively separates the feed and the permeate. Some investigations 
have been conducted to reduce these effects, but more study is needed (Rezaei et al., 2018). 
A water purification method that does not require membranes or subatmospheric 
pressures is humidification-dehumidification (HDH). In HDH, an air stream is heated, 
increasing its ability to carry water, and saturated with water vapor. The warm, wet air 
stream is cooled, causing the water carried with it to condense (Abdelmoez et al., 2014). 
HDH is a simple process with relatively low energy requirements, and as such, it has 
received significant attention as a potential way to decentralize water production (Narayan 
et al., 2010). HDH systems can be classified based on the recirculation into closed-water, 
open-air systems or closed-air, open-water systems. Within each of these categories, heat 
can be transferred into the HDH process through the air or through the water. 
1.2 Absorption Heat Pumps 
In addition to exploring novel ways to generate potable water, investigators have 
considered less electrically intense ways to provide cooling. One of these that has been 
investigated in depth and has some commercial implementation is the absorption heat 
pump, which is driven primarily by thermal energy. First commercialized in the 19th 
century, the absorption heat pump fell out of favor with the widespread implementation of 
electric power during the early 20th century (Srikhirin et al., 2001). As concerns have 
mounted about the environmental effects of synthetic refrigerants and the high electrical 




In any heat pump that operates with phase change, cooling is provided by 
evaporation of the refrigerant at a temperature below that of the conditioned space and low 
pressure. The resulting low-pressure, low-temperature vapor is compressed to high 
temperature and pressure and condensed at a temperature above that of the heat rejection 
space. This is shown with a mechanical compressor in Figure 1.5a. In an absorption heat 
pump, the mechanical compressor is replaced with a thermal compressor, which consists 
of two heat exchangers, a pump, and an expansion valve and is shown in Figure 1.5b. 
Instead of operating with a single working fluid, absorption heat pumps operate with a 
binary fluid called a working pair. The species that flows through the condenser and 
evaporator is known as the refrigerant, while the species that remains in the absorber and 
desorber is known as the absorbent. In all cases where working pairs are discussed in this 
work, the refrigerant is listed first, and the absorbent is listed second. The most common 
working pairs in absorption heat pumps are ammonia-water (NH3-H2O) and water-lithium 
bromide (H2O-LiBr) (Herold et al., 1996). 
 





Compression of the refrigerant vapor from the outlet of the evaporator to the inlet 
of the condenser occurs in three steps. First, in the absorber, refrigerant vapor entering from 
the evaporator is absorbed into strong solution with a high concentration of absorbent 
entering from the desorber. Heat is rejected from the absorber during this process. Next, 
the resulting weak solution with a low concentration of absorbent is pumped from low 
pressure to high pressure, which is the only electrical power input to the thermal 
compressor. For systems operating with water as the refrigerant, it is typically at least two 
orders of magnitude less than the thermal power input due to the low specific volume of 
water. Finally, in the desorber, refrigerant vapor is liberated from the weak solution by heat 
addition. The remaining strong solution flows through the valve to the absorber to begin 
the compression process again. 
The coefficient of performance (COP) for an absorption heat pump providing 
cooling is the ratio of the cooling load to the total power input to the cycle. This is the 




?̇?𝑑𝑒𝑠 + ∑ ?̇?𝑝𝑢𝑚𝑝,𝑖𝑖
 (1.1) 
While technically a complete absorption heat pump, the cycle shown in Figure 1.5b 
is extremely inefficient because the weak solution must be heated from the absorber outlet 
condition to the desorption temperature by the heat input in the desorber. To improve the 
efficiency of the cycle, a recuperative solution heat exchanger (SHX) is incorporated in the 
loop containing the absorbent solution, as shown in Figure 1.6. The SHX reduces the heat 
input to the desorber by preheating the solution leaving the pump, which improves the 
COP. Additionally, it reduces the heat rejection from the absorber, which reduces the 
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required absorber size. In addition to the SHX, the COP can be improved by precooling 
the refrigerant before it enters the evaporator. 
1.3 Combined Systems 
In many cases, the primary energy requirement for water purification can be 
reduced by combining the water purification process with another process. This is often 
done by using the waste heat from a power plant to drive an MSF or MED process (Wade 
et al., 1985; Kumar et al., 2005). Because waste heat is used, the same primary energy is 
used to both generate power and produce clean water. In a similar manner, investigators 
have demonstrated that heat pumps can be integrated with water purification systems. In 
some of these integrations, the heat rejected by the heat pump is used to drive a thermal 
water purification process (Fathalah and Aly, 1991; Gude and Nirmalakhandan, 2008; 
 




Wang and Lior, 2011a; Nada et al., 2015a). In others, the evaporator of the heat pump 
operates with impure water as the working fluid, resulting in generation of pure water vapor 
that undergoes thermal compression to allow its collection at atmospheric pressure (Wang 
and Ng, 2005; Mitra et al., 2015). Although the combined systems tend to be more complex 
than heat pumps, the production of additional utility for nearly the same primary energy 
cost makes them attractive in many circumstances. An extensive review of systems that 
provide water purification and cooling is undertaken in Section 2.1.  
1.4 Research Objectives 
The primary research objective of this work is to develop and demonstrate a lab-
scale proof of concept of a thermodynamic cycle based on an absorption heat pump that is 
simultaneously capable of space conditioning and graywater purification. To accomplish 
this objective, the following tasks are conducted: 
• Develop a thermodynamic model of a novel, water-purifying absorption 
heat pump cycle.  
• Simulate the performance of different absorbents to select one for 
demonstration. 
• Construct a test stand that enables the testing of heat and mass exchangers 
under vacuum conditions. 
• Design and fabricate heat and mass exchangers that avoid droplet 




• Demonstrate the water purification processes that will take place in a 
complete absorption cycle at conditions representative of residential space 
cooling. 
1.5 Dissertation Outline 
This dissertation is organized as follows: 
• In Chapter 2, a cycle that allows for water purification and cooling using 
the components found in an absorption heat pump is conceptualized. A 
thermodynamic model is developed for this cycle, and its performance is 
determined at baseline operating conditions. Extensions to the model are 
considered for operating conditions where more water purification is 
needed than can be achieved by the default configuration and to compare 
the cost of the novel cycle to existing alternatives. 
• In Chapter 3, the conditions that lead to droplet generation and entrainment 
are considered, and designs for the desorber and absorber of the cycle that 
minimize the possibility of entrainment are developed. Design models are 
developed to predict the performance of the desorber and absorber. 
• In Chapter 4, a test stand for evaluation of the heat exchangers designed in 
Chapter 3 and the performance of the cycle developed in Chapter 2 is 
constructed. The water purification performance of the cycle and the 




• In Chapter 5, important conclusions from this study are summarized and 
future research directions are suggested. 
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CHAPTER 2. CYCLE DESIGN AND MODELING 
Over the past few decades, numerous investigators have conducted studies on 
cycles or processes that combine water purification with space conditioning or that could, 
with minor modifications, be used for space conditioning. After detailed review of these 
cycles and a discussion of their advantages and disadvantages, a cycle for water 
purification and space conditioning is designed for multi-family housing. A 
thermodynamic model of this cycle is developed, and it is simulated at representative 
operating conditions using different working fluids. The results of this model are then used 
to select those working fluids that are most suitable for experimental evaluation. 
2.1 Previously Studied Cycles 
2.1.1 Absorption Heat Pump Cycles 
The earliest cycles proposed for production of both cooling and water purification 
were studied in 1991 and were based on absorption heat pumps. Fathalah and Aly (1991) 
modeled an absorption heat pump using the H2O-LiBr working pair with the driving heat 
provided by solar energy. The steam leaving the desorber of the absorption heat pump was 
used to drive a multi-effect distillation (MED) system with up to eight effects, and the 
condensate from the first three effects of the MED system was sent to the evaporator of the 
absorption chiller to provide cooling. They determined that the cooling coefficient of 
performance of the cycle could reach 0.743, and the performance ratio could reach 4.39.  
Elshamarka (1991) also proposed using a solar-driven absorption heat pump with 
the LiBr-H2O working pair to provide cooling, but he achieved water purification through 
 
15 
the use of a humidification-dehumidification (HDH) process, with the heat rejected from 
the absorber and condenser being used to provide warm water to the humidification 
column. His paper focused on the water production, treating the absorption heat pump as a 
known quantity, and he determined that during the summer, up to 9 L day-1 of water could 
be produced per square meter of solar collector, which doubles the water production 
capacity of a typical solar still. 
A third configuration of a system using an absorption heat pump to provide cooling 
and drive water purification was studied theoretically by Gude and Nirmalakhandan 
(2008). As with the systems studied by Fathalah and Aly (1991) and Elshamarka (1991), 
the motive heat for the desalination process is provided by the heat rejected by an 
absorption heat pump. However, unlike the aforementioned systems, water purification 
was achieved through the use of a vacuum-enhanced distillation process. The authors 
determined that their system could satisfy cooling load of 3.25 kW and attain a water 
production rate of 4.5 kg h-1. They assumed an absorption heat pump using the H2O-LiBr 
working pair with a COP of 0.72 and determined that with that heat pump providing 3.25 
kW of cooling, 4.5 kg h-1 of pure water could be produced, resulting in a performance ratio 
of 0.625.  
Wang and Lior developed their own cycle at the end of the 00’s that used an 
architecture similar to the one developed by Fathalah and Aly (1991); the steam generated 
by the desorber of an absorption chiller was used to drive an MED system with six effects 
(Wang and Lior, 2008, 2011b, a). However, in their cycle, the first effect of the MED 
system was used as a condenser for the absorption chiller, with this condensate being 
provided to the evaporator of the absorption chiller. This cycle had a COP of 0.756 and a 
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performance ratio of 4.016, which is comparable to the results of Fathalah and Aly (1991). 
In addition, they studied a modified configuration in which a second absorber was used to 
absorb vapor generated in the last effect of the MED system, and the heat released by that 
process generated additional steam to drive the MED system (Wang and Lior, 2008, 
2011b). The performance of this modified cycle was not determined, but the authors noted 
that the modified cycle allowed a large degree of flexibility in the ratio between the cooling 
load and water load that was not present in the previous design. Abdulrahim and Darwish 
(2015) extended this work with the addition of a solar field to provide the motive heat and 
the inclusion of two additional effects in their MED system. For one set of operating 
conditions, they reported a COP of 0.744 and a performance ratio of 5.72.  
A few investigators have studied cycles similar to the above, but using the NH3-
H2O working pair in the absorption heat pump, which precludes the possibility of directly 
coupling the desalination process with the cooling process. Ratlamwala et al. (2013) 
analyzed a quadruple-effect absorption chiller in which the heat rejected from the 
condenser and absorber was used to drive a distillation process for seawater. For their 
baseline case, they reported a COP of 0.753 and a performance ratio of 0.71. It should be 
noted, however, that no one has experimentally demonstrated a quadruple-effect cycle. 
Chiranjeevi and Srinivas (2014) proposed a system that coupled an NH3-H2O absorption 
heat pump to a three-stage HDH system. The heat to drive the absorption heat pump and 
to heat the air for the HDH process was provided by solar collectors. At their baseline 
conditions, the cycle had a cooling COP of 0.375 and a performance ratio of 0.764. The 
authors continued their studies of this cycle with further modeling work and experimental 
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evaluation of the cycle (Chiranjeevi and Srinivas, 2016, 2017). They demonstrated a 
maximum water purification load of 60 kg day-1 with 150 W of cooling.  
Another experimental study was reported by Ibrahim and Dincer (2015). They used 
an intermittent absorption heat pump coupled to a solar still to achieve cooling and water 
purification and demonstrated this cycle experimentally. Their absorption heat pump used 
the H2O-LiBr working pair. In this case, the coupling between the water purification system 
and the cooling system was extremely weak, with sea water being used as the coupling 
fluid for the condenser, evaporator, and absorber. Because the absorption heat pump 
operated intermittently, the intent was to provide chilled water to a storage tank, which 
could then be used to provide cooling to a conditioned space throughout the day. The 
maximum COP demonstrated was 0.125, and the maximum performance ratio was 0.40. 
A modeling study of an open-loop configuration of an absorption chiller combined 
with water production was conducted by Su et al. (2017). Their cycle combined an 
absorption chiller using the H2O-LiBr working pair with a liquid desiccant system for air 
drying. While they did not explicitly address water purification in their study, it would be 
trivial to route the air entering the dehumidifier through a humidification column 
containing impure water, thus changing the cycle into an HDH-based water purification 
cycle. The absorbent solution leaving the liquid-desiccant dehumidifier passes into the 
desorber of the absorption heat pump, and some of the condensed water is removed from 
the system to make up for the water added in the dehumidifier. The COP of the cycle was 
0.305, while the performance ratio was 0.50. In addition to the energy analysis, the authors 
performed an economic analysis on the cycle and determined that the payback period for 
such a system would be 10.2 years. 
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Some researchers have combined absorption heat pumps with other technologies in 
water purification systems to enhance the performance of the system (Janghorban Esfahani 
et al., 2014; Janghorban Esfahani and Yoo, 2014). In this work, a model was developed for 
a cycle that used a hybrid compression strategy to generate motive steam for a six-effect 
MED system after water was evaporated at low pressure to produce cooling. Part of the 
compression was accomplished by a mechanical vapor compressor, while the remainder 
was accomplished by a thermal compressor using the H2O-LiBr working pair, as in an 
absorption heat pump. The COP of the cycle based on the total energy input was 0.684, 
while the performance ratio based on the total energy input was 8.94. 
Mohammadi and McGowan (2018) combined a vapor compression refrigeration 
cycle using CO2 as the working fluid with an MED system driven by the steam generated 
by the desorber in an absorption heat pump with the H2O-LiBr working pair like the cycle 
studied by Wang and Lior (2011a). In this cycle, part of the evaporating water in the 
absorption heat pump is used as the heat sink for the vapor compression cycle. They 
compared the performance of the cycle with vapor compression and without vapor 
compression to the performance of separate cycles. When integrating the absorption heat 
pump with the rest of the cycle, its COP decreased; however, the integration with the 
additional components resulted in higher freshwater production and decreased cost for 
cooling and water. 
2.1.2 Adsorption Heat Pump Cycles 
Although research into adsorption heat pumps that provide water purification as 
well as cooling started later than investigations into dual-function absorption heat pumps, 
there has been steady progress in this area with numerous experimental demonstrations 
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over the past couple of decades. Reviews of this topic have been written by Ng et al. (2013), 
Saha et al. (2016), and Alsaman et al. (2017). 
The first dual-function adsorption heat pump was demonstrated by Wang and Ng 
(2005). Their system used the silica gel-water working pair and had four adsorption beds. 
Water purification was accomplished by introducing feedwater into the evaporator and 
collecting the condensate. Under rating conditions of 85°C hot water, 29.4°C cooling 
water, and 12.2°C chilled water, a COP of 0.30 was demonstrated, although this increased 
to 0.40 with the implementation of heat recovery. Under the same conditions, a specific 
daily water production of 4.8 kg kg-adsorbent-1 day-1 was achieved. While lower than the 
projected numbers for the absorption heat pump cycles for water purification, it is 
important to note that this is an experimental demonstration, which is uncommon with the 
absorption systems discussed above. Another experimental study of the same adsorption 
desalination system was conducted by Ng et al. (2009). In this case, two adsorption beds 
were used, but silica gel was still used as the adsorbent. The cycle performed best at higher 
evaporator temperatures, although these temperatures precluded the use for air 
conditioning applications. Under evaporator conditions suitable for air conditioning, the 
experimental COP and PR were 0.51 and 0.49, respectively. A different two-bed system 
using silica gel as the adsorbent and solar energy for the motive heat was evaluated 
numerically and experimentally by Alsaman et al. (2017). They determined that their cycle 
had a COP of 0.46 and a specific cooling power of 112 W kg-adsorbent-1. 
A four-bed adsorption heat pump where adsorption and desorption were 
desynchronized for all four beds was used to enable continuous water production and 
reduce fluctuations in the chilled water temperature (Ng et al., 2012). When operated with 
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a desorption coupling fluid inlet temperature of 70°C and a chilled water inlet temperature 
of 10°C, the authors reported an overall conversion ratio of 1.0. The overall conversion 
ratio is a metric that combines the COP and performance ratio, and in this work, the latter 
metrics were not reported. Under the same conditions, the cycle achieved a specific daily 
water production of 2.5 kg kg-adsorbent-1 day-1, along with a specific cooling capacity of 
63 J kg-adsorbent-1. 
A different four-bed system using the same desynchronized schedule for the beds 
was studied by Mitra et al. (2014). They developed a model for a system using silica gel as 
the adsorbent and simulated the performance with a hot water inlet temperature of 85°C, a 
cooling water temperature of 30°C, and an evaporator pressure of 0.9 kPa. With a 
condenser temperature of 40°C and a half cycle time of 1200 s, the COP of the cycle was 
0.383, the specific daily water production was 1.25 kg kg-adsorbent-1 day-1, and the specific 
cooling capacity was 34 J kg-adsorbent-1. 
In cases where a higher temperature lift is desired, a multi-stage adsorption system, 
in which each bed is replaced by multiple beds in series, can be used. Mitra et al. (2014) 
simulated a two-stage adsorption desalination system with four beds in each stage that used 
silica gel as the adsorbent. The addition of the second stage allowed the condenser to 
operate at a pressure of 20 kPa, as opposed to a pressure of 12.5 kPa in a single-stage mode 
(Mitra et al., 2014). Adding the second stage made the cycle capable of operation at 
extreme ambient temperatures, but led to a drop in performance, with the COP of this cycle 
achieving a maximum of 0.228. An experimental version of the two-stage system was 
constructed and tested, although with two beds in each stage instead of four (Mitra et al., 
2015). The authors demonstrated that backflow occurred preventing operation under 
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tropical conditions in a single-stage mode. When operating in two-stage mode, the cycle 
achieved 280 W of cooling at a COP of 0.15 and a water production rate of 11 kg day-1. A 
similar system was developed and operated in a three-bed mode and compared to the results 
of the two-bed mode (Mitra et al., 2016). The COP for the three-bed mode is essentially 
identical to that of the two-bed mode, while the cooling duty and the water production rate 
increase with the number of beds in a nearly linear fashion. A two-bed, single-stage dual-
function adsorption heat pump was investigated numerically and experimentally by 
Youssef et al. (2015a). Their simulations showed good agreement with their experiments, 
although the temperatures selected for evaporator and condenser coupling fluid inlet 
temperatures were highly optimistic. Under the more realistic operating conditions, the 
cycle achieved a COP of 0.35 and a performance ratio of 0.38. 
Several modifications to the architecture of dual-function adsorption heat pumps 
have been explored. Thu et al. (2017) investigated a four-bed adsorption cycle with heat 
and mass recovery to improve the performance of the cycle. The performance of the cycle 
was simulated and compared to experimental data. With a hot water temperature of 70°C, 
a performance ratio of 0.63 was attained. In a different study, Thu et al. (2016) modified 
the cycle by incorporating two evaporators: a low-temperature evaporator for the 
production of air conditioning, and a high-temperature evaporator for increasing uptake in 
the adsorption beds and providing cooling for electronics. The performance of the cycle 
was simulated as a function of cooling water temperatures, hot water temperatures, and 
cycle times. The COP for space conditioning was as high as 0.26, while the COP for 
electronics cooling was as high as 0.56. In addition, the performance ratio reached 0.66 
and remained near this figure for a wide range of operating conditions. 
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In addition to the above cycles, which used simple distillation to purify water, a 
cycle that coupled the adsorption cycle using the silica gel-water working pair to a MED 
system was studied (Shahzad et al., 2014). Unlike the absorption heat pumps coupled to 
MED systems, the heat source for the MED system was completely decoupled from the 
adsorption heat pump. However, the adsorption heat pump was used to extend the range of 
the MED system, with the temperature in the last effect of the system reaching as low as 
2.5°C. It is unclear from the paper whether the authors intended their system to be used for 
cooling in addition to water purification; however, it would be straightforward to couple 
the MED stages that operate at sub-ambient temperatures to a conditioned space. 
All the dual-function adsorption heat pumps discussed above used silica gel as the 
adsorbent, but other adsorbents are viable in these systems. Youssef et al. (2015b) 
compared the performance of AQSOA-Z02 (a zeolite) and silica gel in a four-bed, single-
stage system. At the evaporator temperatures required for space conditioning, they 
determined that AQSOA-Z02 had better performance than silica gel, with the former 
achieving an overall conversion ratio of 0.77 at a desorption temperature of 85°C, while 
the latter only achieved an overall conversion ratio of 0.57. However, silica gel 
demonstrated a higher specific daily water production than AQSOA-Z02 for low 
desorption temperatures, suggesting that there is a tradeoff between water and cooling for 
these two adsorbents. 
In a follow-up study, a double-effect cycle with a shared condenser-evaporator 
between the lower effect and higher effect was studied with AQSOA-Z02 as the adsorbent 
(Youssef et al., 2016). Three configurations were explored, two of which produced both 
water and cooling. It was found that there was no overall performance increase of the cycle 
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despite the added complexity, although there was a substantial increase in performance 
ratio in one of the modes. 
Although numerous studies have been conducted into dual-function adsorption heat 
pumps for water purification and cooling, they continue to suffer from the problems 
inherent in adsorption systems. The processes are batchwise, resulting in lost energy, and 
high masses of adsorbent are required to satisfy even reasonable capacities for cooling and 
water purification. Alternative adsorbents are being explored in the adsorption heat pump 
literature, but these have not yet been investigated for dual-function cycles (Henninger et 
al., 2012; de Lange et al., 2015; Pinheiro et al., 2015; Aprea et al., 2016). 
2.1.3 Mechanical Vapor Compression Cycles 
Although mechanical vapor compression systems for air conditioning operate using 
refrigerants other than water, which precludes their configuration into open-loop systems 
like those studied for adsorption-based water purification, several investigators have 
studied the possibility of incorporating water purification schemes, chiefly HDH, with 
mechanical vapor compression heat pumps. The first such study was conducted by Yuan 
et al. (2005), in which they incorporated a vapor compression air conditioner using R22 as 
the working fluid with an HDH system. The condenser of the mechanical vapor 
compression was used to heat the air entering the humidifier of the HDH system, and the 
evaporator of the mechanical vapor compression system was used to condense the water 
vapor from the air. The water production rate was determined as a function of the feedwater 
flow rate and temperature, and the maximum water production rate was found to be 
2.5 L h-1 with an evaporator temperature of 15°C. The authors did not report the power 
consumption of the cycle. A similar system was studied a few years later by Kalaiselvam 
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et al. (2010), although their system lacked the integration between the condenser and the 
inlet air, using an electric heater to provide the heat instead. Their system had a COP above 
5 and a water production rate of nearly 3 kg h-1, although it is unclear from the paper what 
temperature lift was achieved. 
A mechanical vapor compression system that is combined with both an HDH 
system and a vacuum distillation system was described and modeled by Hou et al. (2008). 
In this system, the working fluid is an air-water mixture, with humid air at 100% relative 
humidity entering the compressor. The humid air is cooled by the seawater entering the 
vacuum distillation process, allowing distillation to proceed at a higher pressure and 
producing freshwater. Finally, the humid air is expanded through a turbine to provide 
cooling. The model indicated that electrical COPs as high as 3.5 could be obtained in hot, 
humid climates, and water production rates as high as 75 g kg-dry air-1 could be achieved 
with a power consumption of 20 kJ kg-dry air-1.  
A more recent modeling study by Nada et al. (2015b) considered a mechanical 
vapor compression chiller coupled to an HDH system with and without heat recovery to 
pre-cool the air entering the system before passing over the cooling coil. The study focused 
on the analysis of the water production system, treating the air conditioning system as a 
black box. The performance of the system was determined as a function of the air 
recirculation rate and environmental conditions. In addition to producing freshwater, these 
systems demonstrated power savings, with one system exhibiting 1000 kW of power saving 
for a 3500-kW refrigeration load. Following this study, a prototype system was constructed 
for one of the modeled configurations, and the experimental performance of the system 
was tested (Nada et al., 2015a). The experimental system demonstrated over 5 kW of 
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cooling and 6 kg h-1 of water production with an ambient temperature of 30°C and high 
relative humidity. The electrical COP for the system was around 3.5 for a wide range of 
operating conditions. 
Further studies numerically explored the enhancement of the HDH system by 
incorporating solar heating to heat the water and air entering the humidifier. One of these 
studies incorporated an auxiliary heater to allow operation during periods of low solar 
insolation (Elattar et al., 2016), while the other relied solely on the solar energy (Fouda et 
al., 2016). In both cases, adding the HDH system with solar heating resulted in operational 
cost savings, along with increases in freshwater production, cooling capacity, and COP if 
the climate is sufficiently humid. 
No studies to date have investigated the possibility of using the heat rejected from 
a mechanical vapor compression air conditioner to drive a thermal desalination system as 
has been done for absorption heat pumps. Furthermore, no economically feasible 
compressor has been demonstrated with sufficient capacity to use water as a refrigerant 
under conditions for space conditioning, precluding the use of the adsorption desalination 
architecture with a mechanical vapor compression heat pump (Lachner et al., 2007). 
The studies reviewed above are summarized in Table 2.1. In the following sections, 
a dual-function absorption heat pump cycle that uses knowledge gained from these 
previously studied cycles is developed and modeled thermodynamically, allowing the 
performance of the cycle to be studied for various working pairs and operating conditions. 
  
Table 2.1: Previous studies on cooling and water purification systems 
References Type Technologies Performance Notes 
Fathalah and Aly 
(1991) 




Solar energy input 
Elshamarka (1991) Modeling Absorption (H2O-LiBr) 
HDH 








Solar, electrical, and 
auxiliary heat input 
Wang and Lior (2008, 
2011b, 2011a) 





to decouple water and 
thermal loads proposed 
Abdulrahim and 
Darwish (2015) 




Solar energy input 
Ratlamwala et al. 
(2013) 












Solar energy input 
Chiranjeevi and 
Srinivas (2016, 2017) 
Experimental Absorption (NH3-H2O) 
HDH 
150 W cooling load 
DWP: 60 kg day-1  
 
Ibrahim and Dincer 
(2015) 
Experimental Absorption (H2O-LiBr) 
 
COP (max): 0.125 
PR (max): 0.40 
Intermittent absorption 
heat pump 




Liquid desiccant system 
Does not discuss water 
purification directly 
Janghorban Esfahani 
et al. (2014); 
Janghorban Esfahani 
and Yoo (2014) 









Modeling Vapor compression & 
absorption (H2O-LiBr) 
MED 
COP (VC): 4.214 
COP (abs): 0.513 
PR: 6.897 
Combination of separate 
cycles 
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References Type Technologies Performance Notes 
Wang and Ng (2005) Experimental Adsorption (H2O + Silica gel) 
Distillation 
COP: 0.40 (with heat 
recovery) 
SDWP: 4.8 kg kg-ads-1 day-1  
Water progresses from 
evaporator to condenser 
Four-bed system 





Alsaman et al. (2017) Experimental Adsorption (H2O + Silica gel) 
Distillation 
COP: 0.46 
SCP: 112 W kg-ads-1 
SDWP: 3.8 kg kg-ads-1 day-1 
Two-bed system 
Solar energy input 
Ng et al. (2012) Experimental Adsorption (H2O + Silica gel) 
Distillation 
OCR: 1.0 
SCC: 63 J kg-ads-1 
SDWP: 2.5 kg kg-ads-1 day-1 
Four-bed design 
Mitra et al. (2014) Modeling Adsorption (H2O + Silica gel) 
Distillation 
COP: 0.383 
SDWP: 1.25 kg kg-ads-1 day-1 
SCC: 34 J kg-ads-1 
Four-bed design 
Mitra et al. (2014) Modeling Adsorption (H2O + Silica gel) 
Distillation 
COP: 0.228 Two-stage design, four 
beds per stage 
Mitra et al. (2015) Experimental Adsorption (H2O + Silica gel) 
Distillation 
COP: 0.15 
DWP: 11 kg day-1 
Two-stage design, two 
beds per stage 
Mitra et al. (2016) Experimental Adsorption (H2O + Silica gel) 
Distillation 
COP: 0.15 
DWP: 17 kg day-1 
Two-stage design, three 
beds per stage 





Thu et al. (2017) Modeling Adsorption (H2O + Silica gel) 
Distillation 
PR: 0.63 Four-bed design 
Heat and mass recovery 
Thu et al. (2016) Modeling Adsorption (H2O + Silica gel) 
Distillation 
COP (AC): 0.26 




Shahzad et al. (2014) Modeling Adsorption (H2O + Silica gel) 
MED 
PR (average): 7.3 Cooling not reported 
Youssef et al. (2015b) Modeling Adsorption (H2O + AQSOA-
Z02) 
Distillation 
OCR: 0.77 Comparison to H2O + 
Silica gel 
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Yuan et al. (2005) Experimental Vapor compression (R22) 
HDH 
COP: 3.0 
DWP: 60 kg day-1 
Condenser heats 
incoming air 
Kalaiselvam et al. 
(2010) 
Experimental Vapor compression 
HDH 
COP > 5 
DWP: 72 kg day-1 
Temperature lift not 
reported 
Electric heater for 
incoming air 
Hou et al. (2008) Modeling Vapor compression (air-water) 
HDH & Vacuum distillation 
COP: 3.5 
SWP: 0.075 kg kg-air-1 
 
Nada et al. (2015b) Modeling Vapor compression 
HDH 
COP: 3.5 Heat recovery 
Nada et al. (2015a) Experimental Vapor compression 
HDH 
Cooling load: 5 kW 
DWP: 144 kg day-1 
COP: 3.5 
 
Elattar et al. (2016); 
Fouda et al. (2016) 
Modeling Vapor compression 
HDH 







2.2 Cycle Design 
The cycle considered in this work is a modified absorption heat pump cycle that 
takes cues from the research into dual-function adsorption heat pump cycles to achieve 
improved performance. A schematic of the cycle under study is shown in Figure 2.1. 
Because the cycle is based on an absorption chiller, it contains the primary heat exchangers 
(absorber, desorber, condenser, and evaporator), solution pump, expansion valves, and 
recuperative SHX common to absorption systems. However, unlike a conventional 
absorption chiller, an open-loop configuration is used like that studied in dual-function 
adsorption heat pumps, in which feedwater is introduced into the evaporator and is pumped 
from the condenser to atmospheric pressure (Mandani et al., 2000; Ng et al., 2013). An 
 
Figure 2.1: Schematic of modified absorption heat pump for water 






expansion valve is maintained between the condenser and evaporator to allow the water 
load to be decoupled from the cooling load of the system. As graywater enters the 
evaporator, it carries dissolved gases with it, which can accumulate in the system and 
detrimentally affect the performance of the heat and mass exchangers. A vacuum pump 
connected to the absorber is used to remove these gases and avoid this drop in performance 
(Xie et al., 2018). In addition to being purified in the cycle, the graywater is used as the 
heat transfer fluid in the absorber and condenser. This allows these components to be liquid 
coupled, decreasing the required size. The hot graywater leaving the condenser is passed 
through a ground-coupled heat exchanger to maintain its inlet temperature to the absorber 
at an acceptable level; in an alternate configuration of the system, the ground-coupled heat 
exchanger could be replaced with a cooling tower. 
Because feedwater enters the cycle and pure water exits the cycle, water is used as 
the refrigerant. Thus, the system operates at subatmospheric pressure. Numerous 
absorbents are compatible with water as the refrigerant; these are explored below.  
2.2.1 Figures of Merit 
Three figures of merit are used to assess the performance of the cycle studied in 
this work. The coefficient of performance (COP) is the ratio of the cooling load to the 
power input, both thermal and electrical, to the cycle. It should be noted that because of 











The performance ratio (PR) of the cycle is defined as the ratio of the water 
production rate to the steam consumption rate. Because the cycle may not be driven using 
steam and the enthalpy of vaporization of steam varies with temperature, a constant factor 
of 2257 kJ kg-1 is used to convert the power input to the cycle to an equivalent mass flow 
rate of steam. 
 
𝑃𝑅 =
?̇?𝑤 × 2257 kJ kg
−1
?̇?𝑑𝑒𝑠 + ∑ ?̇?𝑝𝑢𝑚𝑝,𝑖𝑖
 (2.2) 
Because the cycle is capable of producing multiple useful outputs for the same 
input, a figure of merit that accounts for both the water and cooling produced is defined. 
The energy ratio (ER) of the cycle is the ratio of the useful output of the cycle to the power 
input. 
 𝐸𝑅 = 𝐶𝑂𝑃 + 𝑃𝑅 (2.3) 
2.3 Cycle Model 
A thermodynamic model that encompasses the open-loop absorption heat pump and 
the graywater loop is developed to predict the performance of the system. In the 
development of the model, subscripted numbers refer to state points indicated in Figure 
2.1. For all components in the system, heat transfer and work are both taken as positive 
into the component. The following assumptions are applied in the thermodynamic model: 
1. The dilute solution leaving the absorber, concentrated solution leaving the 
desorber, refrigerant leaving the condenser, and refrigerant leaving the 
evaporator are in saturated states at their respective component outlet 
temperatures. 





3. Pure water vapor exits the desorber at the desorber pressure and solution 
outlet temperature, which is a conservative estimate. 
4. The fluid flowing through the condenser is pure refrigerant. 
5. The expansion valves operate isenthalpically. 
6. Fluid flowing through the pumps is incompressible. 
The mass balance on the desorber is 
 ?̇?𝑑𝑖𝑙 = ?̇?𝑐𝑜𝑛𝑐 + ?̇?𝑟 (2.4) 
where ?̇?𝑑𝑖𝑙 is the mass flow rate of dilute solution (i.e., the solution has a high refrigerant 
and low absorbent concentration), ?̇?𝑐𝑜𝑛𝑐 is the mass flow rate of concentrated solution, 
and ?̇?𝑟 is the mass flow rate of refrigerant. It should be noted that ?̇?𝑟 may not be the same 
as ?̇?𝑤. For low water loads and high cooling loads, some of the water generated in the 
desorber may be returned to the evaporator instead of being extracted in the condenser. 
The species balance on the desorber is 
 ?̇?𝑑𝑖𝑙𝑤𝑑𝑖𝑙 = ?̇?𝑐𝑜𝑛𝑐𝑤𝑐𝑜𝑛𝑐 (2.5) 
where w is the mass fraction of absorbent in the solution. 
Because there is a partial evaporation of graywater in the evaporator, there will be 
a change in concentration of the graywater, and to account for the possibility of 
precipitation of dissolved solids, this concentration must be known. The mass balance on 
the evaporator is 
 ?̇?𝑟,𝑙𝑜𝑜𝑝 + ?̇?𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑖𝑛 = ?̇?𝑟 + ?̇?𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑜𝑢𝑡 (2.6) 
where ?̇?𝑟,𝑙𝑜𝑜𝑝 is the mass flow rate of water passing from the condenser to the evaporator, 





the evaporator respectively. A species balance can be written on the evaporator for each of 
the species dissolved in the graywater. 
 ?̇?𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑖𝑛𝑤𝑖,𝑔𝑟𝑎𝑦,𝑡𝑎𝑛𝑘 = ?̇?𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑜𝑢𝑡𝑤𝑖,𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑜𝑢𝑡 (2.7) 
The variable wi,gray,tank is the mass fraction of a particular species within the 
graywater tank, which depends on the recovery. The recovery of the cycle, which is the 
mass of pure water produced divided by the mass of the feed, relates the concentration of 
species in the inlet graywater to the concentration of species in the graywater tank as shown 
below. 




Within the absorption heat pump, energy balances are conducted on each 
component to determine the thermal loads and assist in detailed component modeling. The 
energy balance on the desorber is 
 ?̇?𝑑𝑒𝑠 = ?̇?𝑐𝑜𝑛𝑐ℎ8 + ?̇?𝑟ℎ1 − ?̇?𝑑𝑖𝑙ℎ7 (2.9) 
The energy balance on the condenser is 
 ?̇?𝑐𝑜𝑛𝑑 = ?̇?𝑟(ℎ2 − ℎ1) (2.10) 
This is expected to be negative because heat is rejected from the absorption heat pump in 
the condenser. 
The energy balance on the evaporator is  
 ?̇?𝑒𝑣𝑎𝑝 = ?̇?𝑟ℎ4 + ?̇?𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑜𝑢𝑡ℎ18 − ?̇?𝑟,𝑙𝑜𝑜𝑝ℎ3 − ?̇?𝑔𝑟𝑎𝑦,𝑒𝑣𝑎𝑝,𝑖𝑛ℎ11 (2.11) 
The enthalpy of the graywater entering the evaporator is the same as the graywater exiting 
the tank at state 11. 





 ?̇?𝑎𝑏𝑠 = ?̇?𝑑𝑖𝑙ℎ5 − ?̇?𝑐𝑜𝑛𝑐ℎ10 − ?̇?𝑟ℎ4 (2.12) 
The solution heat exchanger (SHX) between the absorber and desorber improves 
the performance of the cycle by reducing the required heat input to the desorber by raising 
the inlet temperature of the dilute solution and by reducing the heat rejection from the 
absorber by lowering the inlet temperature of the concentrated solution. The heat transfer 
rate in the SHX is 
 ?̇?𝑆𝐻𝑋 = 𝜀𝑆𝐻𝑋?̇?𝑆𝐻𝑋,𝑚𝑎𝑥 (2.13) 
In this model, enthalpy-based effectiveness is used. 
 ?̇?𝑆𝐻𝑋,𝑚𝑎𝑥 = min{?̇?𝑑𝑖𝑙(ℎ7,𝑚𝑎𝑥 − ℎ6), ?̇?𝑐𝑜𝑛𝑐(ℎ8 − ℎ9,𝑚𝑖𝑛)}  (2.14) 
where  
 ℎ7,𝑚𝑎𝑥 = ℎ(𝑇8, 𝑤𝑑𝑖𝑙) 
ℎ9,𝑚𝑖𝑛 = ℎ(𝑇6, 𝑤𝑐𝑜𝑛𝑐) 
(2.15) 
Energy balances on each of the fluids in the SHX allow the determination of the solution 
state at the desorber and absorber inlets. 
 ?̇?𝑆𝐻𝑋 = ?̇?𝑑𝑖𝑙(ℎ7 − ℎ6) 
?̇?𝑆𝐻𝑋 = ?̇?𝑐𝑜𝑛𝑐(ℎ8 − ℎ9) 
(2.16) 
As graywater flows into the evaporator, it carries dissolved air with it, which can 
substantially reduce the performance of the condenser and absorber. To prevent this, a 
vacuum pump is used to remove non-condensable species from the absorber during 
operation of the cycle. To determine the power requirement of the vacuum pump, the flow 
rate of gases into the system must be determined. The molar flow rate of a single species 





component gases in atmospheric air. The concentration of a species dissolved in water at a 

















  are taken from the work of 






With the flow rate known, the power requirement of the vacuum pump can be calculated, 
assuming that the air behaves as an ideal gas and that all of the water vapor is absorbed in 













− 1] (2.19) 
In the above equation, R is the ideal gas constant, Tin is the temperature at which air enters 
the vacuum pump, assumed to be the absorber outlet temperature, ηvac is the vacuum pump 
efficiency, set at 60%, pin and pout are the inlet and outlet pressures of the vacuum pump, 
and γ is the heat capacity ratio of the gas. 
Energy balances on the graywater that serves as the heat transfer fluid in the 
absorber and condenser are used to determine the required heat transfer fluid flow rate and 
the outlet temperature of the graywater. The energy balance on the graywater side of the 
absorber is 
 −?̇?𝑎𝑏𝑠 = ?̇?𝑔𝑟𝑎𝑦,𝐻𝑇𝐹(ℎ12 − ℎ11) (2.20) 





 −?̇?𝑐𝑜𝑛𝑑 = ?̇?𝑔𝑟𝑎𝑦,𝐻𝑇𝐹(ℎ13 − ℎ12) (2.21) 
Closest approach temperature differences (CATs), which are the minimum 
temperature difference between the coupling fluid and the working fluid in a heat 
exchanger, are specified in the condenser and absorber. Because graywater flows through 
them serially, either the graywater outlet temperature in the condenser or the graywater 
outlet temperature in the absorber is limiting. The mass flow rate of the graywater used as 
a heat transfer fluid is the maximum of two possible mass flow rates. The first is the mass 
flow rate required to remove the heat rejected by the absorber when the temperature 
increases from the inlet value to a temperature lower than the equilibrium absorber outlet 
temperature by the specified CAT. The second is the mass flow rate required to remove the 
heat rejected by the absorber and condenser when the temperature increases from the inlet 
value to a temperature lower than the condenser saturation temperature by the specified 
CAT. This is shown in the following equation. 
 







For the purposes of the model, the composition of the graywater is assumed to be 
identical to the synthetic graywater formulation developed by Hourlier et al. (2010). Vapor 
pressures are calculated using Raoult’s law, and the thermophysical properties are assumed 
to be identical to those for pure water due to the low concentration of dissolved solids. It 
is assumed that the graywater stream undergoes a pre-treatment step that removes 
suspended particles before entering the graywater tank. Due to the presence of dissolved 





the graywater concentration at the evaporator outlet is restricted such that the least soluble 
compound only reaches 30% of its solubility limit.  
The baseline operating parameters for the cycle are shown in Table 2.2. The ground 
temperature is based on the temperature in the middle latitudes of the United States 
(Kusuda and Achenbach, 1965), while the evaporator temperature is set sufficiently low to 
provide air conditioning. Absorbents are selected from those identified in the work of 
Boman et al. (2017) but are restricted to those without a volatile component. Engineering 
Equation Solver is used to solve the model equations (Klein, 2018). 
2.4 Model Results 
For the cycle developed in Section 2.2, there are inherent limits on the water 
production rate as the function of the cooling load. To facilitate this discussion, the water 
output ratio is introduced as a metric. The water output ratio is defined as the ratio of the 
water production rate to the cooling load in kg day-1 kW-1 and can range between 0 and 
35.2 kg day-1 kW-1. 
Table 2.2: Cycle baseline operating parameters 
Parameter Value 
Absorber Temperature (Tabs) 35°C 
Desorber Temperature (Tdes) 100°C 
Condenser Temperature (Tcond) 50°C 
Evaporator Temperature (Tevao) 5°C 
Ground Temperature (Tg) 11°C 
Closest Approach Temperature (CAT) 2 K 
Pump Efficiency (ηpump) 0.85 
SHX Effectiveness ( SHX )  0.85 






As the water output ratio changes, the performance of the cycle varies. When 
considering the ratio of each of the figures of merit defined in Section 2.2.1 to its maximum 
value, the performance of the cycle is independent of the absorbent selected. It is therefore 
useful to consider the effect of the water output ratio on cycle performance prior to 
considering the effect of the absorbent. Figure 2.2 shows the ratios of the COP, the PR, and 
the ER to their respective maxima as a function of the water output ratio. It can be clearly 
seen that all three figures of merit increase monotonically with increasing water output 
ratio. As the water output ratio increases, the water production rate increases. Because the 
cooling load remains constant, there is minimal change in the input power requirement; 
thus, the numerator of the PR increases while the denominator remains nearly constant, 
leading to an overall increase. The COP increases with increasing water output ratio 
 







because the average enthalpy of the fluid entering the evaporator decreases. The evaporator 
has two inlets: one from the condenser, and one from the graywater tank. The temperature 
of the graywater entering from the tank is lower than the temperature of the water leaving 
the condenser. Thus, as more water is extracted at the condenser, the fluid entering the 
evaporator contains a higher proportion of graywater tank, and the enthalpy difference 
between the inlet and exit increases. This leads to a smaller required refrigerant flow rate 
and a lower desorber heat input. 
With these trends established, it becomes instructive to compare the performance 
of the nonvolatile absorbents identified in the work of Boman et al. (2017). These 
absorbents include salts and ionic liquids (ILs), which are salts with melting points near 
room temperature (Khamooshi et al., 2013). The absorbents studied are shown in Table 
2.3, and the references used to calculate their properties are given in Appendix A. The 
experimental data of Dong et al. (2012) are used with a new set of parameters for the non-
Table 2.3: Investigated absorbents 
Absorbent Type 
LiBr Salt 
LiBr + ZnBr2 + LiCl (33:59:8) Salt mixture 
LiBr + ZnCl2 + CaBr2 (47:47:6) Salt mixture 
NaOH Salt 
NaOH + KOH + CsOH (10:9:6) Salt mixture 
1,3-dimethylimidazolium dimethyl phosphate ([mmim][DMP]) IL 
1-ethyl-3-methylimidazolium dimethyl phosphate ([emim][DMP]) IL 
1-ethyl-3-methylimidazolium diethyl phosphate ([emim][DEP]) IL 
1-ethyl-3-methylimidzolium tetrafluoroborate ([emim][BF4]) IL 
1-butyl-3-methylimidazolium tetrafluoroborate ([bmim][BF4]) IL 




1-ethyl-3-methylimidazolium thiocyanate ([emim][SCN]) IL 






random two-liquid model to calculate the vapor-liquid equilibrium of [mmim][DMP] 
rather than the data from the work of He et al. (2010) because of the wider range of 
experimental data available and the better agreement with the literature. Performance is 
compared at the maximum performance point, which is at a water output ratio of 
35.2 kg day-1 kW-1. The ER of each of the absorbents, divided into the COP and PR, is 
shown in Figure 2.3. When compared to the performance ratio of existing large-scale water 
purification systems, such as MED or RO, the hybrid absorption heat pump cycle has much 
lower performance. However, it is important to note that the additional energy requirement 
for water purification in the water-purifying absorption heat pump cycle is the energy 
needed to run the pump pressurizing the condensate from the condenser pressure to the 
ambient and the pump circulating the feedwater. When only this energy is considered, the 
energy cost to add water purification is less than 0.5 kWh m3. 
The variation in performance between absorbents is driven by their thermodynamic 
properties, with the difference in absorbent concentration between the concentrated and 
dilute solutions being a major factor in determining the absorbents that will perform well. 
All of the absorbents in the top four have concentration differences greater than 0.04, while 
all of the absorbents in the bottom four have concentration differences of less than 0.01. In 
general, salts and salt mixtures outperform ILs; the exception is LiBr + ZnCl2 + CaBr2, 
which performs significantly worse than the other salts and salt mixtures. There is a 
performance gap between the top four absorbents and those performing worse; thus, further 
consideration is given to the advantages and disadvantages of the top four absorbents. The 
absorbents demonstrating the best combination of low cost, low complexity, and high 





with the air dissolved in the feedwater, it can react with the NaOH, eventually converting 
it to NaHCO3 and reducing the cycle performance. 
The temperature of the desorber in the dual-function absorption heat pump cycle 
determines the heat sources that can be used to drive the cycle. Lower driving temperatures 
create the possibility of operating the cycle using flat-plate solar collectors or waste heat 
from low-temperature thermal processes, while higher driving temperatures may improve 
cycle performance. Figure 2.4 shows the ER of the two absorbents selected above as a 
function of desorber temperature along with [emim][DEP], which as an IL has no potential 
 
Figure 2.3: Energy ratio of studied absorbents at baseline conditions with 






to crystallize. The ER vs desorber temperature curves for all three absorbents follow the 
typical pattern for such a curve. At low desorber temperatures, the change in concentration 
of the absorbent between the concentrated solution and dilute solution is very low; 
therefore, large quantities of solution must be pumped from the absorber to the desorber 
and heated from the absorber temperature to the desorber temperature (the addition of the 
SHX reduces the impact of the latter factor, but it does not eliminate it entirely). Therefore, 
the COP, and thus the ER, is low at low desorber temperatures. As the desorber temperature 
increases, the change in absorbent concentration between the concentrated and dilute 
solutions increases rapidly, leading to a rapid increase in the COP. At some point, the 
additional specific vapor generation in the desorber is offset by the additional heat input 
required to achieve the higher desorber temperature, and the COP begins to decrease. The 
 






maximum ER for NaOH occurs at 96°C, while the maximum ER for [emim][DEP] occurs 
at 108°C. LiBr does not reach its maximum ER due to the potential for crystallization. 
The limitations on the pure salts are clearly visible in Figure 2.4, as both NaOH and 
LiBr have strong potential to crystallize at desorber temperatures above 104°C. As the 
concentrated solution leaves the desorber and enters the SHX, it begins to cool. At the 
concentrations required to generate sufficient refrigerant vapor for steady-state operation, 
the concentrated solution drops below its crystallization temperature while still in the SHX, 
resulting in a strong potential for crystallization.  
2.4.1 Further Considerations for Absorbent Selection 
In addition to the thermodynamic considerations explored above, there are two 
additional factors that must be considered when selecting an absorbent for the dual-
function absorption heat pump. The first is the thermophysical properties that can affect 
the heat and mass transfer behavior. These are explored in Section 3.4. The second is 
related to the production of purified water. If some of the absorbent makes it way into the 
purified water stream, it should be easily neutralized. Of the two salts considered above, 
NaOH is substantially better because it is easily neutralized by addition of acid. 
2.5 Secondary Water Purification 
The cycle developed in Section 2.3 has the potential to provide freshwater and 
cooling in a variety of applications; however, the water output is limited by the cooling 
load. For a four-person household in the U.S. with a graywater generation rate of 570 kg 
day-1 and a peak cooling load of 10.5 kW, the water output ratio is 54.3 kg day-1 kW-1, 





developed cycle (Maupin et al., 2014; DeOreo et al., 2016). While these secondary water 
purification methods will not be demonstrated experimentally in this work, it is worth 
exploring their integration into the cycle and the impact on performance. 
Three methods are considered for secondary water purification in the cycle: forward 
osmosis (FO), membrane distillation (MD), and HDH. These are shown schematically in 
Figure 2.5. The FO process is integrated into the absorber, where the flow of low-
temperature graywater into the absorbent solution helps to reduce the heat released during 
absorption. This cycle schematic is shown in Figure 2.5a. The mass balance on the absorber 
thus becomes 
 ?̇?𝑟 + ?̇?𝑐𝑜𝑛𝑐 + ?̇?𝑔𝑟𝑎𝑦,𝑎𝑏𝑠 = ?̇?𝑑𝑖𝑙 (2.23) 
where ?̇?𝑔𝑟𝑎𝑦,𝑎𝑏𝑠 is the mass flow rate of water from the graywater stream into the absorber. 
Because this stream carries enthalpy with it, Equation 2.12 becomes 
 
?̇?𝑎𝑏𝑠 = ?̇?𝑑𝑖𝑙ℎ5 − ?̇?𝑐𝑜𝑛𝑐ℎ10 − ?̇?𝑟ℎ4 − ?̇?𝑔𝑟𝑎𝑦,𝑎𝑏𝑠
ℎ11 + ℎ12
2
  (2.24) 
Here, the enthalpy of the water entering the absorber from the graywater stream has been 
set as the average enthalpy between the inlet and outlet. Using alternate graywater inlet 
conditions to the absorber would reduce the impact of graywater addition of the absorber 
heat duty. 
In the desorber, both the water that enters the absorber from the evaporator and the 
water that enters the absorber from the graywater stream must be desorbed. Therefore, the 
mass balance on the desorber is the same as the mass balance on the absorber.  
MD is integrated into the desorber, as seen in Figure 2.5b. In MD, enthalpy is 
carried through the membrane with the vapor, and heat is transferred through the membrane 





hottest point in the system, it is ensured that the heat flow through the membrane due to 
conduction and convection is in the same direction as the heat flow for the component. The 
addition of MD to the desorber does not cause any change in the mass or species balance 
– pure water is both added to and removed from the desorber – but the energy balance must 
be modified to account for the flow of water through the membrane and its subsequent 
heating. 
 




The heat transfer fluid for the desorber that flows through the membrane during the 
MD process is replenished from the heat transfer fluid stream leaving the condenser. A 
 







fraction of this flow is routed to a heater prior to entering the ground-coupled heat 
exchanger and is heated to the desorber heat transfer fluid inlet conditions. 
 ?̇?𝑟𝑒ℎ𝑒𝑎𝑡,𝑀𝐷 = ?̇?𝑔𝑟𝑎𝑦,𝑑𝑒𝑠(ℎ16 − ℎ13) (2.26) 
Therefore, when MD is used as the secondary water purification method, the 
denominator in the figures of merit is modified to account for the thermal load associated 
with replenishing the desorber heat transfer fluid as well as the heat duty of the desorber. 
 
𝐸𝑅𝑀𝐷 =
?̇?𝑒𝑣𝑎𝑝 + ?̇?𝑤 × 2257 kJ kg
−1
?̇?𝑑𝑒𝑠 + ?̇?𝑟𝑒ℎ𝑒𝑎𝑡,𝑀𝐷 + ∑ ?̇?𝑝𝑢𝑚𝑝,𝑖𝑖
 (2.27) 
Figure 2.5c shows the incorporation of HDH into the cycle. Return air at AHRI 
rating conditions is split, with a sufficient fraction to provide the additional water load 
routed to a humidifier along with the graywater leaving the condenser (AHRI, 2017). The 
warm, humid air is then passed over a heat exchanger that brings chilled water from the 
evaporator to the conditioned space. Liquid coupling in the evaporator is assumed due to 
the low pressure drop requirement and the geometries that allow such to occur. 
Before adding HDH to the cycle, the state of the air leaving the conditioned space 
heat exchanger is calculated. An air flow rate of 0.0607 m3 s-1 kW-cooling-1 is assumed 
based on common air conditioning practice. The air-side flow rate is often limited to this 
value or lower to reduce noise. The energy balance on the conditioned space heat exchanger 
is 
 ?̇?𝑒𝑣𝑎𝑝 = ?̇?𝑎𝑖𝑟[ℎ𝑎𝑖𝑟,𝑖𝑛 + 𝜔𝑖𝑛ℎ𝑤𝑎,𝑖𝑛 − ℎ𝑎𝑖𝑟,𝑜𝑢𝑡 − 𝜔𝑜𝑢𝑡ℎ𝑤𝑎,𝑜𝑢𝑡
− (𝜔𝑖𝑛 − 𝜔𝑜𝑢𝑡)ℎ𝑤,𝑜𝑢𝑡] 
(2.28) 
where the subscript wa refers to water in the air, hw,out is the enthalpy of liquid water that 





The species balance for water on the conditioned space heat exchanger is 
 ?̇?𝑎𝑖𝑟(𝜔𝑖𝑛 − 𝜔𝑜𝑢𝑡) = ?̇?𝑤,𝑜𝑢𝑡 (2.29) 
This flow of water is not counted in the water production rate from HDH, as it is produced 
by all configurations of the cycle. 
When HDH is needed to satisfy the water load, additional species and energy 
balances must be used. The evaporator heat duty of the cycle will increase with additional 
water load because air enters the conditioned space heat exchanger at higher temperature 
and humidity. However, the increase in evaporator duty does not produce any additional 
cooling. Therefore, the COP is modified to consider only the heat transfer associated with 




?̇?𝑑𝑒𝑠 + ∑ ?̇?𝑝𝑢𝑚𝑝,𝑖𝑖
 (2.30) 
The nominal evaporator heat duty, ?̇?𝑒𝑣𝑎𝑝,𝑛𝑜𝑚, is calculated using Equation 2.28. 
As discussed above, only a portion of the air entering the system flows through the 
humidifier. The remainder bypasses it and mixes with the humidified air such that 
 ?̇?𝐻𝐷𝐻 = ?̇?𝑎𝑖𝑟(𝜔𝑚𝑖𝑥 − 𝜔𝑖𝑛) (2.31) 
The inlet humidity ratio is used instead of the outlet humidity ratio because the water 
condensed from the air during normal operation is neglected. With the mixture humidity 
ratio determined, and assuming the air leaving the humidifier is saturated, it becomes 
possible to determine the air flow rate through the humidifier. 
 ?̇?𝑎𝑖𝑟𝜔𝑚𝑖𝑥 = (?̇?𝑎𝑖𝑟 − ?̇?𝑎𝑖𝑟,ℎ𝑢𝑚)𝜔𝑖𝑛 + ?̇?𝑎𝑖𝑟,ℎ𝑢𝑚𝜔ℎ𝑢𝑚 (2.32) 
In the humidifier, the graywater leaving the condenser is used to saturate the air entering 





 ?̇?𝑔𝑟𝑎𝑦,𝐻𝑇𝐹 + ?̇?𝑎𝑖𝑟,ℎ𝑢𝑚𝜔𝑖𝑛 = ?̇?𝑔𝑟𝑎𝑦,ℎ𝑢𝑚,𝑜𝑢𝑡 + ?̇?𝑎𝑖𝑟,ℎ𝑢𝑚𝜔ℎ𝑢𝑚 (2.33) 
An energy balance on the humidifier, assuming it is well-insulated, gives 
 ?̇?𝑔𝑟𝑎𝑦,𝐻𝑇𝐹ℎ13 + ?̇?𝑎𝑖𝑟,ℎ𝑢𝑚(ℎ𝑎𝑖𝑟,𝑖𝑛 + 𝜔𝑖𝑛ℎ𝑤𝑎,𝑖𝑛)
= ?̇?𝑔𝑟𝑎𝑦,ℎ𝑢𝑚,𝑜𝑢𝑡ℎ𝑔𝑟𝑎𝑦,ℎ𝑢𝑚,𝑜𝑢𝑡
+ ?̇?𝑎𝑖𝑟,ℎ𝑢𝑚(ℎ𝑎𝑖𝑟,ℎ𝑢𝑚 + 𝜔ℎ𝑢𝑚ℎ𝑤𝑎,ℎ𝑢𝑚) 
(2.34) 
After being humidified, the air is cooled and dehumidified in the conditioned space 
heat exchanger. The energy balance for this heat exchanger is 
 ?̇?𝑒𝑣𝑎𝑝 = ?̇?𝑎𝑖𝑟[ℎ𝑎𝑖𝑟,ℎ𝑢𝑚 + 𝜔ℎ𝑢𝑚ℎ𝑤𝑎,ℎ𝑢𝑚 − ℎ𝑎𝑖𝑟,𝑜𝑢𝑡 − 𝜔𝑜𝑢𝑡ℎ𝑤𝑎,𝑜𝑢𝑡
− (𝜔ℎ𝑢𝑚 − 𝜔𝑜𝑢𝑡)ℎ𝑤,𝑜𝑢𝑡] 
(2.35) 
As the evaporator heat duty increases, the rate of vapor generation in the evaporator 
increases, leading to a higher water output ratio in the evaporator.  
2.5.1 Cycle Performance with Secondary Water Purification 
The ER for all three methods of secondary water purification at high water output 
ratios with NaOH as the absorbent are shown in Figure 2.6. For all three methods of 
secondary water purification, the ER decreases with increasing water output ratio. In all 
cases, the cooling load provided to the conditioned space remains constant, but the power 
input to the cycle increases. For FO, more solution has to be heated and desorbed; for MD, 
graywater has to be heated from the condenser outlet conditions to the desorber inlet 
conditions; for HDH, the evaporator must provide additional cooling.  
Of the three methods explored, HDH performs the best, showing only a 4% 
decrease in ER over the range studied, compared with a 19% decrease for MD and a 26% 





heating requirements are smaller – the sensible heating in the cycle with MD starts at a 
higher temperature because the heat rejection of the absorber and condenser is used to 
preheat the feed, and the latent heat of vaporization in MD does not include the heat of 
mixing of the absorbent solution. The cycle using HDH for secondary water purification 
outperforms both because it increases its primary water production rate every time it 
increases its secondary water production rate. As the HDH water production rate increases, 
the evaporator heat duty increases, and as the evaporator heat duty increases, the rate at 
which pure water can be recovered from the condenser increases. Taken together, these 
factors mean that for every increment in desorber heat load, the water production rate is 
 
Figure 2.6: Performance of cycles with secondary water purification at 






being incremented twice: once from the additional water condensed from the humidified 
air, and once from the additional vapor being generated in the evaporator. 
2.6 Conclusion 
A dual-function absorption heat pump capable of providing air conditioning and 
graywater purification is designed. The features incorporated in the design are guided by 
previous studies of multi-function absorption heat pumps, along with multi-function 
adsorption heat pumps and enhanced vapor compression refrigeration systems. A 
thermodynamic model of the cycle is developed and simulated under representative 
operating conditions for air conditioning with 14 different absorbents. Based on the results 
of these simulations, NaOH and LiBr are selected as the most suitable. 
The production of pure water from the vapor generated in the evaporator places an 
upper limit on the amount of water that can be produced for a given cooling load. To 
address this challenge, cycle designs that incorporate methods for additional water 
purification are studied. FO, MD, and HDH are suggested as secondary water purification 
methods. Comparison of these cycles with NaOH as the absorbent indicates that HDH is 
the best performing secondary water purification method. Although these high-water 
production configurations are not examined experimentally in this work, the analysis 





CHAPTER 3. HEAT EXCHANGER DESIGN AND MODELING 
To realize the dual-function absorption heat pump designed in Section 2.2, the 
primary heat exchangers required for operation (i.e., absorber, desorber, condenser, and 
evaporator) must be designed. The pure water output of the cycle requires that droplets of 
feedwater not be carried over from the evaporator to the absorber and that droplets of 
absorbent solution not be advected from the desorber to the condenser. Thus, heat 
exchanger designs that address this design constraint are developed. Design models are 
developed to determine the heat exchanger geometry required to satisfy the state points of 
the cycle model, and the thermodynamic states of the working and coupling fluids in these 
heat exchangers are reported. 
3.1 Horizontal-Tube, Falling-Film Heat Exchangers 
Heat transfer with phase change on horizontal tubes has been studied for over a 
century, with one of the first investigations being that by Nusselt (1916) on condensation. 
Since then, this architecture has been utilized for evaporation (Thome, 1999; Ribatski and 
Jacobi, 2005; Bustamante and Garimella, 2014; Fernández-Seara and Pardiñas, 2014; 
Bustamante et al., 2020), condensation (Browne and Bansal, 1999; Bonneau et al., 2019), 
absorption (Killion and Garimella, 2001; Killion and Garimella, 2003b; Narváez-Romo et 
al., 2017), and desorption (Fujita, 1993; Narváez-Romo et al., 2017), among other 
applications. The horizontal tube architecture gained popularity in the late 1970s when it 
was investigated for evaporation in ocean thermal energy systems (Thomas et al., 1979; 





subsequent decades, several advantages of horizontal-tube, falling-film heat exchangers 
have been discovered. Because the entirety of the falling film is exposed to the vapor, the 
pressure drop within the heat exchanger is negligible. When compared to pool boiling 
evaporators and desorbers, falling-film designs require reduced charge and exhibit 
increased heat transfer coefficients due to the typically thin falling films, which reduces 
the required size of the system (Thome, 1999; Roques and Thome, 2007). In absorbers and 
desorbers, the formation of droplets or columns between the tubes leads to an increase in 
surface area for mass transfer, and the time required for droplets to develop substantially 
increases the mass transfer rate during absorption (Jeong and Garimella, 2002; 
Subramaniam and Garimella, 2014). While an extensive review of heat and mass transfer 
in falling films over horizontal tubes is beyond the scope of this work, the major 
phenomena associated with heat exchangers of this type are discussed below. 
The three major patterns that occur in gravity-driven flow over horizontal tubes – 
droplets, columns (or jets), and sheets – are shown in Figure 3.1. The transitions between 
these modes are governed by several factors, although the most important are the liquid 
flow rate, which is represented non-dimensionally by the Reynolds number, and the 
interaction between inertia and surface tension, which is represented by the Kapitza number 
 
Figure 3.1: Gravity-driven falling-film flow over horizontal tubes in the a) 






(Hu and Jacobi, 1996a; Mitrovic, 2005; Wang and Jacobi, 2014). The spacing between the 
tubes can influence the flow pattern as well. As the spacing increases for flows in droplet 
mode, there is a higher probability of the formation of instabilities in the filament left 
behind after droplet impact occurs, which leads to the formation of secondary droplets 
(Yung et al., 1980; Killion and Garimella, 2003a; Liu et al., 2019). On the other hand, when 
the spacing between the tubes is small, the liquid reaches the next row of the tube bank 
without droplet formation in the intervening space, which can reduce heat and mass transfer 
by reducing droplet residence time and surface area and suppressing droplet mixing 
(Subramaniam and Garimella, 2014).  
The flow pattern influences heat transfer through two major factors: film thickness 
and tube wetting. For all phase change phenomena, a thinner film leads to a higher heat 
transfer coefficient because the conduction length through the film decreases. Thus, at 
lower flow rates with a uniform film on the tube, the heat transfer rate is substantially 
higher (Nicol et al., 1988; Belghazi et al., 2001; Zheng et al., 2017). However, at low flow 
rates, dry patches tend to form on the tubes, reducing the average heat transfer coefficient 
for evaporation, absorption, and desorption (Fujita and Tsutsui, 1998). The flow regimes 
associated with each Reynolds number and their associated heat transfer coefficients for 
sensible heat transfer were studied by Hu and Jacobi (1996b), and they clearly show that 
the heat transfer coefficient increases with increasing flow rate until sheet mode is 
achieved. Similar studies exist for heat transfer with phase change, with investigations into 
falling-film evaporation (Ribatski and Thome, 2007; He et al., 2011; Bustamante and 





Kyung et al., 2007; Nagavarapu and Garimella, 2019a, b), and desorption (Olbricht and 
Luke, 2018) demonstrating similar trends.  
Beyond film thickness and wetting, heat transfer is affected by the size of the tubes 
used. Multiple investigators have reported that smaller diameter tubes exhibit higher heat 
transfer coefficients (Gogonin and Dorokhov, 1976; Parken et al., 1990; Meacham and 
Garimella, 2004; Determan, 2005; Ribatski and Jacobi, 2005; Nagavarapu and Garimella, 
2019a, b). Jeong and Garimella (2005) discuss the reasons for this during absorption. 
During droplet formation, additional absorption or desorption occurs, and with more tubes 
in the same space, more droplets are formed. In addition, the residence time for a given 
fluid particle is higher because its velocity decreases during droplet formation. 
3.2 Droplet Entrainment 
Whenever liquids and gases are in contact, there is the potential for droplets of the 
liquid to be carried along by the gas. In thermal water purification processes, such as MSF, 
this results in a decrease in water quality (Ettouney, 2005). Two phenomena must occur 
for entrainment: the first is that droplets must be generated, and the second is that those 
droplets must be carried by a gas stream. In systems that use pool or nucleate boiling, 
flashing, or bubbling processes, shattering of the interface between the gas bubble and the 
surrounding liquid can result in the formation of small droplets. If the vapor velocity is 
sufficiently high, these droplets can be carried with the vapor (Thomas et al., 1979; Isao 
and Mamoru, 1984; Xiong et al., 2005). It should be noted that nucleate boiling can be 
avoided in falling films by using a sufficiently low wall superheat (Kim and Kim, 1999) 





onset of nucleate boiling (Steiner and Taborek, 1992; Olbricht and Luke, 2018). In addition 
to nucleate boiling, liquid can be entrained in falling films through vapor shear. Differences 
in the liquid and vapor velocity lead to perturbations in the liquid-vapor interface. When 
these perturbations grow sufficiently large, they lead to the formation of droplets. At that 
point, the high vapor velocity entrains the droplets (Ishii and Grolmes, 1975; Honda et al., 
1991). Investigators have shown experimentally that the rate of generation of liquid 
droplets increases with the heat flux and increases slightly with film thickness for falling-
film evaporation on vertical tubes (Ueda et al., 1981). A theoretical investigation of falling 
films on horizontal tubes by Yung et al. (1980) determined the vapor velocity required to 
strip droplets from falling liquid films on horizontal tubes as well as the velocity required 
to deflect droplets such that they would miss the next tube row. The velocity required to 
strip droplets from the tubes is substantially higher than the velocity required for deflection. 
To determine if the designs for the heat and mass exchangers in this work need to account 
for stripping and deflection of droplets, their analysis is applied to some preliminary 
geometries. 
 Due to the increase in heat transfer coefficient with decreasing tube size, tubes with 
an outer diameter of 3.175 mm are selected. A center-to-center spacing of 12.7 mm is 
considered as an upper bound on the design. Based on the results of the cycle model 
presented in Section 2.4, three fluids – water, LiBr, and NaOH – are investigated. The 
temperatures and pressures of the fluids in the heat exchangers are determined from these 
results. 
The diameter of the droplets that form as the fluid film falls from tube to tube can 










where C1 is a constant that has a value of 3 for water and ethanol (Yung et al., 1980). For 
these calculations, it is taken as that value for all fluids. When these primary droplets break 
off, the filament that remains can shatter into smaller droplets known as secondary droplets 
(Yung et al., 1980; Killion and Garimella, 2003a; Liu et al., 2019). The diameter of these 
droplets can be expressed as a fraction of the diameter of the primary droplet, and it is the 
smallest of these droplets that has the highest potential to be deflected or entrained (Yung 
et al., 1980). 
 𝑑𝑚𝑖𝑛 = 0.24𝑑𝑝 (3.2) 
The crossflow vapor velocity required to deflect a droplet such that it fails to 




















  (3.3) 
where s is the center-to-center tube spacing and D is the tube diameter (Yung et al., 1980). 
The surface tension of LiBr solution is taken from work by Yao et al. (1991). The surface 
tension of NaOH solution is extrapolated from a review by Kurt and Bittner (2006). The 
density of sodium hydroxide is taken from Perry’s Handbook (Green and Perry, 2008). The 
remaining properties are calculated using Engineering Equation Solver (EES) (Klein, 
2018). 
Because the density of the vapor differs between components, it is useful to 





reasonable. In each of the heat exchangers, the mass flow rate of vapor is the required 





  (3.4) 
For each of the fluids considered, the minimum vapor flow area to avoid droplet 
deflection for an absorption heat pump with a cooling load of 10.5 kW is given in Table 
3.1. The largest area requirement occurs in the low-pressure heat exchangers due to the low 
density of the vapor at those pressures. For LiBr and NaOH, this is the absorber, while for 
water, this is the evaporator. The required flow area is small compared to the flow areas 
demonstrated in the literature for similar heat exchangers, suggesting that deflection or 
entrainment of droplets due to vapor crossflow is unlikely to be a concern (Goel and 
Goswami, 2007). 
3.3 Heat Exchanger Design Model 
The same horizontal-tube, falling-film heat exchanger design, shown in Figure 3.2, 
is used for both the desorber and absorber. Therefore, a design model is developed to 
predict the performance of the heat exchanger as a function of the geometry and fluid 
properties. The heat exchanger design studied uses two columns of horizontal tubes with 
an outer diameter of 3.175 mm and a wall thickness of 0.51 mm. Absorbent solution enters 
the heat exchanger through a tube with an outer diameter of 6.35 mm and a wall thickness 
Table 3.1: Minimum vapor flow areas to avoid droplet deflection 









of 0.89 mm and flows into a distributor, the design of which is discussed in section 3.5. 
The solution then flows down over the 36 rows of tubes to an outlet header, where it exits 
the heat exchanger through another 6.35-mm diameter tube. The center-to-center spacing 
between tube rows is 6.35 mm. This allows for a more compact heat exchanger than the 
spacing analyzed for droplet entrainment (12.7 mm). Heat transfer fluid (HTF) enters the 
heat exchanger through a 6.35-mm tube connected to a header, which distributes the flow 
into the lowest six tubes in each column (12 tubes in total). At the end of the tube pass, the 
HTF enters another header, which redistributes the flow from the first 12 tubes to the next 
12 tubes. The 36 rows of the heat exchanger are divided into six passes, with six rows in 
each pass. Stainless steel is used for all solid surfaces due to its high corrosion resistance. 
The demonstration system is designed for a cooling capacity of 300 W and a maximum 
expected primary water purification capacity of 10.55 kg day-1. 
 






Within a row, two control volumes – the heat transfer fluid within the tubes and the 
falling liquid film on the outside of the tubes – are considered. Operation is simulated in 
steady state. 
On each row of tubes, a mass balance is written for the solution. 
 ?̇?ℓ,𝑖 − ?̇?ℓ,𝑖+1 = ?̇?𝑙𝑣,𝑖 (3.5) 
The subscript ℓ refers to the liquid solution on the tubes, the subscript lv refers to phase 
change between liquid and vapor, and i is the row index. The uppermost row is defined as 
the first row. The rate of vapor generation is defined as positive when vapor is being 
generated. 
A species balance is written for each row of tubes. 
 ?̇?ℓ,𝑖𝑤𝑖 = ?̇?ℓ,𝑖+1𝑤𝑖+1 (3.6) 
In the above equation, w represents the mass fraction of absorbent.  
The species balance can be closed in two ways. In the first, the solution is assumed 
to be saturated at the exit of each tube row. This fixes wi+1, which allows the desorption 
rate to be calculated. (In the case of absorption, the desorption rate is negative.) In the 
second, the rate of desorption, ?̇?𝑙𝑣,𝑖, is calculated using a convective mass transfer equation 
 ?̇?𝑙𝑣,𝑖 = 𝛽ℓ,𝑖𝐴𝑜𝜌𝑖(𝑤𝑒𝑞,𝑖 − 𝑤𝑖) (3.7) 
where weq is the absorbent equilibrium concentration at the solution temperature and 
pressure 
 𝑤𝑒𝑞,𝑖 = 𝑤(𝑇ℓ,𝑖, 𝑝) (3.8) 
 and ρi is the density of the solution on the tube row. The correlation of Babadi and 





their work, two mass transfer coefficients are developed where the transition between them 













The diffusivity of LiBr is taken from the work of Miller (1998). For LiBr under absorber 
conditions, the Schmidt number is ~2500; therefore, the critical Reynolds number given by 
Equation 3.9 is ~15. Due to the small tube diameter, high viscosity, and low flow rates 
associated with the prototype absorber, typical Reynolds numbers are an order of 
magnitude lower. Therefore, the Sherwood number correlation for absorption from the 
work of Babadi and Farhanieh (2005) is given by: 
 






For desorption, the work of Olbricht and Luke (2018) suggests that with the 
selection of the appropriate heat transfer correlation, the heat transfer of a falling-film, 
horizontal-tube desorber can be predicted without explicitly modeling the mass transfer. 
However, the mass transfer correlation of Jani (2012) is also explored. It should be noted 
that the mass transfer correlation of Jani (2012) is valid for Reynolds numbers between 100 
and 500. The typical Reynolds number during desorption for the heat exchanger studied 
here is two orders of magnitude lower, suggesting that this correlation may not be 
applicable. This is discussed further in Section 3.4. 
Energy balances are written for the solution on the tubes and the heat transfer fluid 





tubes is treated as a single control volume; thus, the average temperature of the heat transfer 
fluid within a given tube row is used when calculating heat transfer rates for that tube row. 
The energy balance on the solution is 
 ?̇?𝑖 = ?̇?ℓ,𝑖+1ℎℓ,𝑖+1 − ?̇?ℓ,𝑖ℎℓ,𝑖 + ?̇?𝑙𝑣,𝑖ℎ𝑣,𝑖 (3.12) 
where ℎℓ,𝑖 is the specific enthalpy of the solution. In a desorber or evaporator, ℎ𝑣,𝑖 is the 
enthalpy of the vapor generated through the desorption process. It is assumed that the vapor 
is generated at the same temperature as the solution. In an absorber or condenser, ℎ𝑣,𝑖 is 
the enthalpy of the vapor entering the component.   
The energy balance on the heat transfer fluid within the tubes is 
 ?̇?𝑖 = ?̇?𝐻𝑇𝐹,𝑟𝑜𝑤(ℎ𝐻𝑇𝐹,𝑖,𝑜𝑢𝑡 − ℎ𝐻𝑇𝐹,𝑖,𝑖𝑛) (3.13) 
where the subscript HTF refers to the heat transfer fluid. For this model, liquid water is 
used as the heat transfer fluid. To reduce pressure drop for the heat transfer fluid, headers 
distribute heat transfer fluid into multiple rows simultaneously. At the end of each row, the 
heat transfer fluid enters another header, where it mixes and redistributes, as shown in 









where Nrp is the number of rows in each pass of the heat transfer fluid and j is the number 
of the header. The enthalpy of the heat transfer fluid entering the tubes is the same as the 
enthalpy of the header at that inlet. 











where 𝛼ℓ,𝑖 is the convective heat transfer coefficient for the solution in that row, Ao is the 
outer surface area of all tubes in the row, and Tw,i is the temperature of the outer surface of 
the tubes in that row. For desorption, the solution heat transfer coefficient is determined 
using the correlation of Hu and Jacobi (1996b) in the droplet mode, as suggested by the 
low flow rate and the experiments of Olbricht and Luke (2018). For absorption, the 
convective heat transfer correlation developed by Park et al. (2003) is used. 















− 𝑇𝑤,𝑖) (3.16) 
where D is the tube diameter, 𝛼𝐻𝑇𝐹,𝑖 is the convective heat transfer coefficient for the heat 
transfer fluid, which is assumed to be for fully developed laminar flow (under baseline 
conditions, the Reynolds number of the heat transfer fluid is less than 1000) with constant 
surface heat flux, Ain is the inner surface area of the tube row, L is the length of a row, and 
kw is the tube wall thermal conductivity, taken here to be that of stainless steel.  
Based on the performance of the cycle presented in Section 2.4, designs for the 
desorber and absorber are developed with LiBr and NaOH as absorbents. The solution inlet 
and outlet conditions, and the flow rates of heat transfer fluid are specified in the 
thermodynamic model. These are shown for the desorber and absorber at the cycle baseline 
operating conditions in Table 3.2. The inlet and outlet temperatures of the heat transfer 
fluid are determined by its flow rate and the heat duty required to change the temperature 





3.4 Model Results 
A simple heat transfer analysis can be conducted to ensure that both NaOH and 
LiBr are suitable absorbents for use in the desorber and absorber. For this analysis, the 
baseline operating conditions are used with a tube length of 0.21 m. The heat duty of the 
components can be related to the temperature difference between the heat transfer fluid and 
the solution by 
 ?̇? = 𝑈𝐴Δ𝑇𝐿𝑀 (3.17) 
where the log-mean temperature difference is 
 
Δ𝑇𝐿𝑀 =







To calculate the overall heat transfer conductance, the following equation is used. 
Table 3.2: Desorber and absorber operating conditions at cycle baseline 
conditions 
 LiBr NaOH 
Desorber Heat Duty (W) 371 370 
Desorber HTF Flow Rate (g s-1) 4.65 4.65 
Desorber Solution Inlet Temperature (°C) 80.9 74.1 
Desorber Solution Outlet Temperature (°C) 100 100 
Absorber Heat Duty (W) 350 348 
Absorber HTF Flow Rate (g s-1) 4.46 4.45 
Absorber Solution Inlet Temperature (°C) 44.9 44.7 
Absorber Solution Outlet Temperature (°C) 35 35 
Dilute Solution Flow Rate (g s-1) 1.24 0.528 
Concentrated Solution Flow Rate (g s-1) 1.12 0.406 
Dilute Solution Absorbent Concentration (wt%) 55.7 40.4 
Concentrated Solution Absorbent Concentration (wt%) 61.7 52.6 
Desorber Operating Pressure (kPa) 12.35 






















The convective heat transfer coefficients are calculated using properties evaluated at the 
average temperature and concentration. The heat duty can also be related to the heat 
transfer fluid properties. 
 ?̇? = ?̇?𝐻𝑇𝐹𝑐𝑝,𝐻𝑇𝐹(𝑇𝐻𝑇𝐹,𝑖𝑛 − 𝑇𝐻𝑇𝐹,𝑜𝑢𝑡) (3.20) 
Solving Equations 3.17 and 3.20 allows a preliminary calculation of the heat 
transfer fluid inlet and outlet temperatures. Table 3.3 shows the solution-side heat transfer 
coefficient, the overall conductance, and the inlet and outlet heat transfer fluid temperatures 
for each of the absorbent solutions on the absorber and desorber. From these results, several 
conclusions can be drawn. The first and most important is that NaOH is not a viable 
absorbent because of its poor heat transfer performance. While the performance of the 
desorber is similar for both absorbents, the required LMTD in the absorber is so high for 
NaOH that no conventional heat transfer fluid could be used. For this reason, NaOH is 
discarded as a viable absorbent. The high LMTD for NaOH in the absorber is due to two 
factors. First, as shown in Table 3.2, the flow rate of NaOH is ~60% lower than the flow 
Table 3.3: Results of preliminary absorber and desorber calculations  
 LiBr NaOH 
Desorber Solution Heat Transfer Coefficient (W m-2 K-1) 535 265 
Desorber Log-Mean Temperature Difference (K) 7.2 11.9 
Desorber Overall Conductance (W K-1) 51.2 31.1 
Desorber HTF Inlet Temperature (°C) 107.2 108.7 
Desorber HTF Outlet Temperature (°C) 88.2 89.8 
Absorber Solution Heat Transfer Coefficient (W m-2 K-1) 122 16.5 
Absorber Log-Mean Temperature Difference (K) 21.7 142.6 
Absorber Overall Conductance (W K-1) 16.1 2.4 
Absorber HTF Inlet Temperature (°C) 9.0 -111.8 






rate of LiBr. Second, the viscosity of NaOH is substantially higher than LiBr under 
absorber conditions (15 mPa s vs 5 mPa s). These two factors combine to reduce the 
Reynolds number by nearly an order of magnitude. The solution-side heat transfer 
coefficient is proportional to Re0.688; therefore, a reduction in the Reynolds number by an 
order of magnitude leads to a reduction in the solution-side heat transfer coefficient by a 
factor of 5. The further reduction is caused by differences in the film thickness and thermal 
conductivity. 
Furthermore, it can be seen from the table that the overall conductance is higher for 
the heat exchanger when operating as a desorber than when operating as an absorber. This 
is due to primarily to the lower viscosity at higher temperature. Coupled with the fact that 
the absorber heat transfer fluid needs to enter at low temperature, this suggests that absorber 
operation is the controlling factor when selecting operating conditions and geometry for 
the heat exchanger. 
Before addressing the operating conditions and the tube length of the heat 
exchanger, the results of the inclusion of mass transfer effects are discussed. The data used 
by Babadi and Farhanieh (2005) to develop their correlations extend to a Reynolds number 
of 7.5, which is close to the Reynolds number range of 1-2 projected for the absorber 
designed in this work. Therefore, it is expected that the correlation will work well. Figure 
3.3 shows the solution temperature on each tube row for the absorber with 0.21-m long 
tubes with and without the mass transfer correction.  For the absorber, the inclusion of a 
mass transfer coefficient has the expected effect. The solution must be slightly subcooled 
to achieve the desired mass transfer. Throughout the heat exchanger, the solution 





change in solution concentration while overcoming the additional mass transfer resistance, 
additional sensible cooling of the solution is required. Thus, including mass transfer results 
in a lower solution outlet temperature (32.7°C vs. 35.0°C) and a larger heat duty (355 W 
vs. 349 W).  
In contrast, the minimum Reynolds number considered by Jani (2012) was 100, 
which is nearly two orders of magnitude higher than the typical Reynolds number on the 
desorber (~3). Thus, the mass transfer correlation is substantially extrapolated to account 
for the operating conditions in the desorber for this work. Figure 3.4 shows the solution 
temperature on each tube row for the desorber with 0.21-m long tubes with and without the 
mass transfer correction. This correlation suggests that the solution needs to be superheated 
by nearly 50 K to achieve the required vapor generation rate, which is physically unlikely. 
With this large a superheat, the solution would transition to a nucleate boiling regime, 
 
Figure 3.3: Absorber solution temperatures with and without 






which would generate bubbles near the wall independent of the mass transfer resistance in 
the film. For this reason, mass transfer resistance is neglected in the desorber model. 
The length of the tubes in the heat exchanger is determined by a series of parametric 
studies on the desorber and absorber. The length of the tubes is varied from 0.12 m to 0.30 
m, and the equilibrium absorber solution outlet temperature is varied between 35°C and 
45°C. The heat transfer fluid flow rates are maintained at baseline operating conditions 
during these parametric studies to ensure that they remain within the capabilities of the test 
stand.  
The required heat transfer fluid inlet temperature for the desorber and absorber with 
LiBr as the absorbent as a function of the active length and absorber temperature is shown 
in Figure 3.5. As the length of the tubes increases, the difference between the heat transfer 
fluid inlet temperature and the solution outlet temperature decreases. The reason for this 
can be seen by examining the factors influencing heat transfer in the falling film. 
 
Figure 3.4: Desorber solution temperatures with and without 






The heat transfer rate between the wall and the solution is given by Equation 3.15. 
The heat transfer coefficient in the desorber depends on the Reynolds number as  
 𝛼ℓ,𝑖 ∝ 𝑅𝑒ℓ,𝑖
0.85 (3.21) 
 
Figure 3.5: Heat transfer fluid inlet temperature as a function of 






where the Reynolds number is directly proportional to Γ, the mass flow rate per unit length 







𝐿 = 𝐿0.15 (3.22) 
The results for the absorber follow the same pattern, but with an exponent of 0.688 on the 
Reynolds number (Park et al., 2003). Therefore, for a longer tube, the temperature 
difference between the wall and the solution must be smaller to achieve the same amount 
of heat transfer, and the heat transfer fluid inlet temperature approaches the solution inlet 
temperature. Although the heat transfer fluid flow rate is held constant in these simulations, 
if the flow rate were to be increased, the heat transfer fluid inlet temperature would be 
higher for the absorber and lower for the desorber because the same heat transfer could be 
achieved with a lower temperature difference. 
As the absorber solution outlet temperature increases, the absorbent concentration 
difference between the strong and weak solutions decreases. Thus, to generate the same 
amount of vapor, the solution mass flow rate must increase. The increase in mass flow rate 
increases the Reynolds number and consequently the solution heat transfer coefficient. If 
the heat transfer resistance due to convection from the tube wall to the solution is dominant, 
increasing the solution heat transfer coefficient causes a substantial increase in the overall 
heat transfer coefficient and thus, a decrease in the temperature difference between the heat 
transfer fluid and solution. This is the controlling factor in the absorber. In contrast, a higher 
solution flow rate requires a higher heat duty for sensible heat transfer, which requires a 
larger temperature difference for a given geometry. This factor is more important for the 
desorber, which is why the desorber heat transfer fluid inlet temperature increases with 





equilibrium outlet temperature tested, a lower heat transfer fluid inlet temperature is 
required. As the solution flow rate increases and the concentration swing decreases, the 
absorber inlet temperature increases. When the absorber solution inlet temperature 
increases sufficiently, it enters the absorber in a superheated state. It then cools to saturation 
conditions by both rejecting heat to the heat transfer fluid and by desorbing a small amount 
of vapor. However, this desorbed vapor must be absorbed later in the absorber once the 
solution cools sufficiently, resulting in a higher heat transfer rate overall. This results in 
the lower heat transfer fluid inlet temperature seen in the model.  
Based on the results of the parametric studies, a tube length of 0.24 m is selected. 
With an absorber outlet temperature of 37.5°C, this allows the absorber to operate with a 
heat transfer fluid inlet temperature of 10.9°C and the desorber to operate with a heat 
transfer fluid inlet temperature of 110.6°C, both of which are readily achievable under the 
cycle model conditions. If a higher absorber heat transfer fluid inlet temperature is desired, 
it can be operated at 40°C with an absorber heat transfer fluid inlet temperature of 13.7°C 
and a desorber heat transfer fluid inlet temperature of 112.3°C. 
With the tube length determined, the design model for the desorber is simulated 
with an absorber temperature of 37.5°C to determine the thermodynamic properties of the 
solution and heat transfer fluid during the desorption process. The average temperatures of 
the solution, tube wall, and heat transfer fluid for each tube row are presented in Figure 
3.6. As expected from the design of the heat exchanger, the temperature of the solution 
increases monotonically as its absorbent concentration increases as it drips from tube to 
tube. When the solution enters, it is subcooled; thus, it increases in temperature rapidly 





and decreases in temperature as it flows upwards. The six passes for the heat transfer fluid 
are clearly seen from the jumps in the heat transfer fluid temperature and the wall 
temperature at rows 6, 12, 18, 24, and 30. 
The temperature difference between the solution and the tube wall increases as the 
solution flows through the heat exchanger. However, it is expected that this is not a 
problem, as an investigation by Kim and Kim (1999) showed no nucleate boiling at a 
temperature difference between the wall and the solution of less than 10 K. 
The absorber is simulated using the same geometry as the desorber and an absorber 
solution outlet temperature of 37.5°C. The averages temperatures of the heat transfer fluid, 
tube wall, and LiBr solution for each row of tubes are shown in Figure 3.7. As with the 
desorber, the solution and heat transfer fluid are in counter flow.  
 







When the solution enters the absorber, it is subcooled by 0.1°C; thus, absorption 
can begin immediately. The temperature difference between the solution and the wall is 
much larger for the absorber than it is for the desorber. This is because the convective heat 
transfer coefficient in the absorber is a factor of 5 lower than that in the desorber as shown 
in Table 3.3. As the LiBr solution cools, its viscosity increases, which reduces the Reynolds 
number. In addition, the exponent on the Reynolds number for absorption is 0.688 (Park et 
al., 2003; Olbricht and Luke, 2019), indicating that even if the same Reynolds number is 
used, the absorption heat transfer rate is lower.  
 







3.5 Solution Distributor Design 
To establish the falling film on the first row of the falling-film heat exchanger, a 
solution distributor was designed. A drip-tube design was selected based on the low flow 
rate required and on work by Bustamante and Garimella (2019) that showed minimal 
maldistribution for a drip-tube design over a large Reynolds number range. In such a 
design, liquid solution pools in a header with small-diameter tubes mounted at the bottom 
of the header. Flow through the tubes is driven by gravity. The minimum depth of liquid 
in the header required to initiate flow through the tubes can be determined by a hydrostatic 
analysis. 
Consider the hemispherical droplet suspended from the inner diameter of a tube 
with a liquid pool above it as shown in Figure 3.8. When the situation is in hydrostatic 
 
Figure 3.8: Hydrostatic analysis 






equilibrium, the force exerted by the water above the droplet is equal to the surface tension 
force holding the droplet to the wall of the tube. Solving this force balance for the height 






where σ is the surface tension of the liquid and h is the liquid column height. Using a 
surface tension of 0.085 N m-1 and a density of 1675 kg m-3, which are representative values 
for LiBr, the pool height for different commercially available tube inner diameters can be 
determined. These are given in Table 3.4. The results of this calculation suggest that a tube 
inner diameter greater than 1.37 mm will begin dripping for a sufficiently small hydrostatic 
head. 
To verify that the 1.37-mm ID tubes would work in the heat exchanger, a series of 
tests were conducted using a mock header with five tubes. A 50 vol% solution of ethylene 
glycol in water was used for the test to match the ratio of surface tension to density of LiBr 
at test conditions. The results of these initial tests showed that once flow started through 
some of the tubes in the header, the flow rate through them was sufficiently high to prevent 
flow from starting in other tubes in the header. To mitigate this, stainless steel wire with a 
diameter of 1.02 mm was inserted into the tubes. These wires reduced the flow area, which 
decreased the velocity of the liquid flowing through the tubes and allowed all tubes in the 
Table 3.4: Hydrostatic head required to initiate flow for various tube IDs 










header to demonstrate flow. Consequently, 1.02-mm diameter wires were inserted into the 
drip tubes of the solution distributor for the absorber and desorber used for the proof-of-
concept of the water-purifying absorption heat pump to improve the hydrodynamic 
performance. 
3.6 Conclusion 
Design models for horizontal-tube, falling-film heat and mass exchangers are 
developed to enable their fabrication and the demonstration of the hybrid absorption heat 
pump cycle discussed in Chapter 2. Consideration is given to the possibility of droplet 
entrainment, and it is concluded that for typical geometries, it is unlikely that droplets will 
be entrained. Furthermore, simulation of the desorber indicates that nucleate boiling is 
unlikely, removing one of the two major paths by which droplet entrainment can occur. 
Table 3.5: Final heat exchanger geometry and operating conditions 
Parameter Absorber Desorber 
Solution Flow Rate 88.9 g min-1 96.1 g min-1 
Solution Inlet Temperature 47.0°C 83.7°C 
Solution Inlet Concentration 57.0 wt% LiBr 61.7 wt% LiBr 
HTF Flow Rate 270 g min-1 279 g min-1 
HTF Inlet Temperature 14.4°C 110.7°C 
System Pressure 0.87 kPa 12.3 kPa 
Tube Columns 2 
Tube Rows 36 
HTF Passes 6 
Rows per Pass 6 
Tube Diameter 3.175 mm 
Tube Wall Thickness 0.51 mm 
Tube Length 0.24 m 
Row Spacing 6.35 mm 
Drip Tubes per Column 39 
Drip Tube Spacing 6.35 mm 
Drip Tube Inner Diameter 13.37 mm 






The design models are simulated for the absorber and desorber, and a tube length that 
allows operation of a heat exchanger in either mode is selected. A drip-tube solution 
distributor is designed to initiate the falling film on the first row of tubes. Simple 
experiments were conducted to ensure adequate performance of the distributor. The final 





CHAPTER 4. EXPERIMENTAL DEMONSTRATION 
In the previous chapters of this work, a novel, water-purifying absorption heat 
pump cycle was developed and its potential to provide more utility with the same energy 
was shown thermodynamically. A falling-film, liquid-coupled heat exchanger that can 
serve as either the absorber or the desorber for the cycle was designed and modeled. In this 
chapter, the experiments conducted to determine the water purification capabilities of the 
cycle and to validate the performance of the falling-film heat exchanger are discussed. 
The experiments conducted in this study demonstrate the water purification and 
cooling capabilities of the cycle in a batchwise manner. The water-purifying absorption 
heat pump cycle can be thought of as two processes that occur sequentially. In the first 
process, which occurs at low pressure, water vapor is evaporated from the feed solution at 
a temperature lower than the ambient and is subsequently absorbed into LiBr solution. In 
the second process, which occurs at high pressure, water vapor is desorbed from LiBr 
solution and condensed. The condensate resulting from the second process is the purified 
water produced by the cycle. By performing a series of experiments in which the low-
pressure process and the high-pressure process are executed serially, it can be shown that 
water purification and cooling can both be achieved in the cycle. 
Different components are used for the batchwise experiments than are used for the 
complete cycle, as shown in Figure 4.1. In the batchwise experiments, there are only two 
heat exchangers, one that acts as the evaporator or condenser and one that acts as the 
absorber or desorber. A pump is used to drive solution flow from a supply reservoir, 





heat exchangers in the complete cycle, including a recuperative solution heat exchanger 
that recovers energy from the concentrated solution leaving the desorber. Because of these 
differences, it is not possible to characterize the batchwise experiments using the figures 
 
Figure 4.2: Vacuum chamber test stand 
 
Figure 4.1: Test stand components for a) batchwise experiments and b) cycle 
experiments. Pumps and flow conditioning equipment for heat 






of merit defined in Chapter 2. Nevertheless, one can consider the low-pressure and high-
pressure processes as the two halves of the cycle. By performing a series of experiments in 
which the low-pressure process and the high-pressure process are executed serially, it can 
be shown that water purification and cooling can be achieved using absorption heat pump 
components.  
4.1 Test Stand Description 
The vacuum chamber test stand used for the batchwise experiments conducted in 
this work is shown in Figure 4.2. A schematic of the test stand is shown in Figure 4.3. The 
test stand is built around an aluminum (6061-T6) vacuum chamber (Abbess Systems, S/N 
50332) with an internal volume of 0.227 m3. The vacuum chamber has 21 ports (shown 
schematically in Figure 4.4), six of which can be used as passthroughs for wires (B1-B6), 
 






and 15 of which can be used for fluid connections. Of the wire passthrough ports, five are 
in use: three of them admit nine strands of type-T thermocouple extension wire apiece 
(PAVE Technology P/N 1650), while two admit 12 strands of 18-gauge wire apiece (PAVE 
Technology P/N 1649). 
Eleven of the fluid connection ports are in use on the chamber. Port T7 is connected 
to a cold trap, which is further connected to a vacuum pump (JB, Model DV-142N). Port 
T8 is connected to a digital pressure gauge (OMEGA Model PX409; Range: 0-34.5 kPa; 
Uncertainty: ±0.08% of reading). Port T1 is connected to an analog vacuum gauge (Range: 
0-760 mmHg vacuum). Ports R1-R4, L1, F1, T3, and T5 have custom fittings installed that 
allow compression fittings to be connected inside and outside the chamber. On the outside 
 






of the chamber, tubing from these eight ports is routed to the chamber side of the flow 
switchboard.  
The flow switchboard is used to connect components for flow conditioning (e.g., 
pumps and heat exchangers) to the chamber in an easily reconfigurable manner. It consists 
of two sets of eight female compression fittings arranged in a square parallel to the floor 
and separated by ~40 cm. The flow-conditioning side of the flow switchboard is located 
directly below the chamber side. Flexible hose (12.7 mm inner diameter, 45 cm long) can 
be used to make connections between the flow-conditioning side and the chamber side of 
the switchboard. Three fluid lines are used for the experiments in this work. The first is a 
once-through fluid line that is used for the LiBr solution. The solution supply tank is 
connected to a gear pump (Fluid-O-Tech MG304XD0PE00000 with a 4322 016 58013H 
motor) such that the pump is flooded by gravity. The pump drives flow through a Coriolis 
flow meter (MicroMotion CMFS010M; Range: 0-110 kg h-1, 0-5000 kg m-3; Uncertainty: 
±0.1% of reading, ±2 kg m-3) for flow and density measurement. A 1-kW Watlow cartridge 
heater is used to preheat the solution before it reaches the flow switchboard, and a needle 
valve is installed just upstream of the solution header of the falling-film heat exchanger to 
prevent flashing in the solution line. Solution flow exits the chamber and is routed through 
another Coriolis flow meter (MicroMotion CMFS010M) and to a receiving tank. To 
prevent crystallization of the LiBr solution during testing, both tanks are maintained at 
elevated temperature using 360-W silicone sheet heaters, and the Coriolis flow meter 
closest to the solution supply tank is wrapped with a tape heater and maintained at a 
temperature of 37°C. The solution receiving tank with the installed silicone sheet heater is 





A second fluid line is used in a closed-loop configuration to chill the heat transfer 
fluid routed to the absorber or evaporator. This loop uses a gear pump (Fluid-O-Tech 
MG304XD0PE00000 with a 4322 016 58013H motor) to drive flow of water pressurized 
to 3 bar gauge through a turbine flow meter (FTI FTO-1-NIXW-LHC-1; Range: 3.8-
303 mL min-1 water; Uncertainty: ±0.1% of reading). The flow then passes through a shell-
and-tube heat exchanger (Exergy 00540-05), where it exchanges heat with a stream of 50 
vol% propylene glycol-water solution maintained at a specified temperature by a portable 
chiller (Thermo Fisher Scientific Merlin M150) before entering the flow switchboard to be 
routed to the vacuum chamber. 
 
Figure 4.5: Solution receiving tank 
(insulation pulled back 






The third fluid line is used in a closed-loop configuration to heat the heat transfer 
fluid routed to the evaporator or desorber. A gear pump (Fluid-O-Tech 
MG304XD0PE00000 with a 4322 016 58013H motor) drives flow of water pressurized to 
3 bar gauge through a turbine flow meter (FTI FTO-1-NIXW-LHC-1) and a section heated 
by a 1-kW Watlow cartridge heater before entering the flow switchboard to be routed to 
the vacuum chamber. 
Silicone sheet heaters (540 W) are applied to the chamber at the back 15 cm of the 
top and the front 15 cm of the bottom to raise the temperature of the chamber walls above 
the saturation temperature of water vapor at the chamber pressure during experiments. 
Fiberglass insulation (50.8 mm thick, k = 0.03 W m-1 K-1) is applied to the outside of the 
 







chamber to reduce heat losses. All fluid lines are covered with polyurethane insulation 
(12.7 mm ID, 19.0 mm thick, k = 0.02 W m-1 K-1) outside the chamber and ceramic 
insulation (12.7 mm thick, k = 0.03 W m-1 K-1) inside the chamber. A vapor generator 
consisting of a tank and a tape heater (HTS/Amptek AWH-051-040D, 312 W) is connected 
to the chamber through the flow switchboard to pressurize the chamber after evacuation 
for the high-pressure tests. 
The falling-film heat exchanger designed in Section 3.3 is installed in the vacuum 
chamber, as shown in Figure 4.6. Pressurized water acts as the coupling fluid, entering the 
heat exchanger through the insulated tubing on the lower left of the photo and exiting 
through the insulated tubing on the upper left. LiBr solution flows into the distributor 
through the needle valve at the top of the photo. A close-up view of the distributor is shown 
in Figure 4.7. The solution then drips onto the horizontal tubes and flows down until it 
reaches the lower header. The solution exits the lower header through the tubing at the 
lower right of the photo. 
A second heat exchanger is installed in the vacuum chamber, as shown in Figure 
4.8, to act as a condenser when the falling-film heat exchanger is operating as a desorber, 
and an evaporator when the falling-film heat exchanger is operating as an absorber. This 
heat exchanger is a three-pass heat exchanger with 1.6-mm outer diameter tubes. The 
bucket surrounding the heat exchanger acts as a reservoir to contain the condensate when 
 






this heat exchanger acts as a condenser. When this heat exchanger acts as an evaporator, 
the bucket is filled with the feed to be purified and covered to prevent droplets from being 
ejected by bubbles bursting at the surface.  
The vacuum chamber, heat exchangers, and fluid lines are instrumented with 
calibrated, type-T thermocouples (Uncertainty: ±0.25°C) that are used to monitor the 
temperature of the vacuum chamber, the LiBr solution upstream of the chamber inlet and 
in the headers of the falling-film heat exchanger, the heat transfer fluid in the falling-film 
heat exchanger at the inlet, outlet, and the internal headers, the heat transfer fluid in the 
secondary heat exchanger, and the heat transfer fluid in the flow conditioning section of 
 







both loops. Figure 4.9 shows a schematic of the fluid loops on the test stand when the 
falling-film heat exchanger is acting as a desorber with the measurements shown at the 
relevant locations. All instruments used for data collection are connected to a data 
acquisition system (NI cDAQ-9174), which transmits the data to a computer system 
running LabVIEW software. 
The solution used in the experiments was prepared as a 61.7 wt% LiBr solution 
using distilled water from the lab distiller (Running Waters, Inc. A15) and anhydrous LiBr 
(Sigma Aldrich, ≥99%). 6.0 kg of LiBr were used in the solution, resulting in an initial 
solution mass of 9.7 kg. Anhydrous LiOH (Sigma Aldrich, ≥98%) was added to the 
resulting solution to a concentration of 0.1 M as a corrosion inhibitor (Guiñon et al., 1994).  
 





4.1.1 Lithium Bromide Solution Concentration Calculation 
The concentration of the LiBr solution used in the test can be determined from the 
density measurements taken by the Coriolis flow meters and the nearby temperature 
measurements. The density of a LiBr solution as a function of concentration and pressure 
can be calculated using the Gibbs free energy potential of aqueous LiBr determined by 
Yuan and Herold (2005). 
 1
𝜌
= 𝑉0 + 𝑉1𝑤 + 𝑉2𝑤




Here, the concentration is in wt% LiBr, while the temperature is in K. Values of the 
constants Vi can be found in the aforementioned paper. Rearranging Equation 4. yields a 
quadratic equation in concentration 
 




) + (𝑉1 + 𝑉4𝑇 + 𝑉7𝑇
2)𝑤 + (𝑉2 + 𝑉5𝑇)𝑤
2 (4.2) 
which can be solved by taking the negative root provided by the quadratic formula. 
4.2 Vacuum Test Procedure 
To ensure that the results of the component tests reflect the behavior of the 
components in an actual system, it is important that rate of pressure rise of the vacuum 
chamber test stand due to air ingress is less than 5 μmHg min-1 (40 Pa h-1). This restricts 
the pressure rise in the chamber during a typical 90-minute test to less than 60 Pa. To 
quantify the leak rate of the test stand, a vacuum test can be conducted as follows. 
With all valves open between the solution tanks and the vacuum chamber and the 
vapor generator and the vacuum chamber, the vacuum pump is used to decrease the 





but above the saturation pressure of any volatile species contained in the test stand. In the 
vacuum tests run for this set of experiments, a pressure of 12.1 kPa or 6.9 kPa was typically 
used. A pressure of 12.1 kPa was used for the standalone vacuum tests conducted prior to 
the start of the experimental studies, while a pressure of 6.9 kPa was used as part of the 
degassing procedure during the low-pressure experiments as discussed below. Once the 
target pressure is reached, the vacuum pump is deactivated, and the valve between the 
vacuum pump and the chamber is closed. LabVIEW software is used to monitor the 
pressure of the chamber as a function of time for 16 hours or more. This allows for the 
solution tanks and vacuum chamber to reach mechanical equilibrium and for air dissolved 
in any liquids in the test stand to equilibrate with the gas phase.  
Figure 4.10 shows the pressure profiles for the test stand during a successful test 
(Figure 4.10a) and during a test with a leak in the test stand (Figure 4.10b). The rapid 
pressure rise at the beginning of the successful test is due to pressure equalizing between 
the tanks and the chamber, followed by degassing of liquids contained in the test stand. 
After ~10 hours, degassing has concluded, and the pressure begins to rise more slowly. In 
the test shown in Figure 4.10a, the leak rate is 2.7 μmHg min-1. In contrast to this pattern 
 
Figure 4.10: Pressure profiles for (a) successful and (b) failed vacuum tests. 






of a rapid rise followed by a slow, linear increase, the failed test shows a rapid linear 
increase to the limit of the pressure transducer and a leak rate that exceeds the acceptable 
leak rate by two orders of magnitude. 
4.3 Experimental Procedures 
The test stand used for demonstration of the water-purifying absorption heat pump 
operates in a batchwise manner; therefore, test procedures differ slightly for high-pressure 
operation (desorber and condenser) and low-pressure operation (evaporator and absorber).  
4.3.1 Low-Pressure Test 
Demonstration of water purification and cooling using absorption heat pump 
components begins by operating the falling-film heat exchanger as an absorber and the 
other heat exchanger as an evaporator. For this test, the heated water loop is connected to 
 






the evaporator through the flow switchboard, and the cooled water loop is connected to the 
absorber as shown in Figure 4.11. The bucket surrounding the evaporator is filled with the 
feed solution to be purified and covered to prevent ejection of droplets during pool boiling. 
In some of the experiments, the feed solution was chilled to a temperature of ~1°C prior to 
the start of air removal to allow for a more rapid evacuation. 
To begin the test, air is removed from the chamber. In a subset of the tests, the 
chamber is depressurized to an absolute pressure of 6.9 kPa, and that pressure is maintained 
for 36 hours to degas the feedwater and LiBr solution in the test stand. After degassing, or 
initially for experiments without the 36-hour hold at vacuum conditions, the cold trap is 
initialized by turning on the chiller connected to it. The set point of the chiller is -12°C. 
Once the chiller temperature reaches -10°C, 10 minutes are allowed to pass, which precools 
the cold trap. Following this, the vacuum pump is turned on, and the valve between the 
vacuum pump and the chamber is opened. The vacuum pump is run until the pressure in 
the chamber reaches 1.24 kPa.  
Once evacuation has been completed, the low-pressure performance of the water-
purifying absorption heat pump can be studied. Flow of LiBr solution is started, along with 
the flow of the heat transfer fluid in the falling-film heat exchanger. The solution flowing 
over the absorber absorbs water from the vapor phase, which results in the chamber 
pressure dropping. As the pressure in the chamber continues to decrease, flow of the 
coupling fluid through the evaporator is started, along with the heater in that loop. The 
power level of the heater for the evaporator coupling fluid is modulated until steady state 
is reached at the target operating conditions. Typically, steady state was reached 30-40 





from each of the sensors connected to the data acquisition device at a rate of 100 Hz and 
written to file at 10-second intervals. 
4.3.2 High-Pressure Test 
Following completion of a low-pressure test, the solution is returned from the 
receiving tank to the supply tank. Additionally, the coupling fluid loops are reconfigured 
through the flow switchboard as shown in Figure 4.9 such that the heated water is routed 
to the falling-film heat exchanger, acting as a desorber, and the cooled water is routed to 
the other heat exchanger, which acts as a condenser. Because the saturation temperature of 
the vapor in the chamber during the high-pressure test exceeds the ambient temperature, 
the sheet heaters on the chamber are turned on and the temperature of the chamber walls is 
raised until they exceed the saturation temperature at the target chamber pressure. The 
heating process is conducted overnight prior to evacuating the chamber. Once 
pressurization begins, as discussed below, the walls of the chamber are heated at a rate of 
up to 5°C h-1 until the target temperature is reached.  
A similar procedure for evacuating the chamber is used for the high-pressure tests. 
However, the performance of the desorber is insensitive to the presence of noncondensable 
gases in the system. Therefore, the pressure of the chamber is maintained at 6.9 kPa for 
only 12 hours prior to full evacuation. Furthermore, the lack of water in the chamber at the 
start of the desorber test allows the chamber to be depressurized to a pressure 1 kPa or less. 
Following evacuation, the chamber pressure must be increased to the target operating 
pressure. Thus, the vapor generator connected to the chamber is used to pressurize the 





receiving tanks are raised to reduce their potential to absorb water vapor from the chamber. 
Additionally, the coupling fluid flowing through the desorber is preheated to an inlet 
temperature near 80°C and the temperature of the chiller used to control the temperature 
of the condenser coupling fluid is raised to its set point. 
Once these preparations have been completed, the flow of solution is started, and 
the temperature of the desorber coupling fluid is increased to its target value. The pressure 
of the chamber is controlled by varying the flow rate of the condenser heat transfer fluid. 
Data collection is started once steady state is reached. As with the low-pressure tests, 
achievement of steady state takes between 30 and 40 minutes. 
4.3.3 Water Quality Measurements 
The quality of the feedwater and the distillate produced by the water purification 
process is assessed using two metrics: electrical conductivity and total organic carbon 
(TOC). The electrical conductivity indicates the quantity of dissolved ions in the water and 
is measured using an OMEGA CDE-45P conductivity meter (Range: 0-2 S cm-1; 
Uncertainty: ±0.3% span). Electrical conductivity is commonly used as a water quality 
metric (Hourlier et al., 2010) and has been used in the literature to determine the 
concentration of ionic species in a sample (Prieto et al., 2001; McCleskey et al., 2012) The 
measurement is conducted by immersing the electrode of the conductivity meter in a beaker 
containing the liquid to be measured. Five samples are taken, and the average of the 
samples is reported. After each test, the conductivity meter and the beaker containing the 





TOC is a measure of organic compounds in the sample and is particularly suited to 
greywater quality testing. TOC is measured using a Shimadzu TOC-L Analyzer. Prior to 
taking the measurements, calibration curves were generated using standard TOC and 
inorganic carbon (IC) solutions from Aqua Solutions. The TOC calibration curve was 
generated according to EPA 415.3 (Potter and Wimsatt, 2009), while the IC calibration 
curve was generated using the same concentrations as the TOC calibration curve. 
4.4 Test Conditions 
Three feedwater compositions were used in the experiments. Deionized water (DI 
water) was used to provide a baseline for heat transfer performance and to determine if 
there was any contamination of the distillate by the absorbent solution. Two impure feeds 
were also tested to determine the water purification performance of the system. Synthetic 
graywater, which is representative of the graywater discharged from a bathroom, was 
formulated following the composition of Hourlier et al. (2010). In these experiments, fecal 
coliforms were omitted from the graywater composition. The water quality of the 
graywater and the resulting distillate was measured using electrical conductivity and TOC. 
The second impure feed used was a 3.5 wt% NaCl solution, which is representative of the 
main component in seawater. No carbon was expected in this feed; thus, only electrical 
conductivity was used to analyze the water quality of the feed and the distillate.  
The baseline conditions of the tests are based on the selected model operating 
conditions. As discussed in Section 3.4, an absorber outlet temperature of 37.5°C was 
selected. The target operating conditions for the low-pressure and high-pressure tests are 





solution with the moisture in the air between tests, the target operating conditions could 
not be achieved simultaneously in all tests. Therefore, for the low-pressure tests, the 
solution and absorber heat transfer fluid flow rates and the set point on the absorber heat 
transfer fluid chiller were controlled in all tests. Furthermore, the solution inlet temperature 
was controlled to be close to the saturation temperature regardless of concentration. The 
evaporator heat transfer fluid flow rate and heater were varied to maintain the chamber at 
the target pressure. For the high-pressure tests, the solution and desorber coupling fluid 
flow rates were set to the target flow rates in all tests. A solution inlet temperature 3 K 
lower than the saturation temperature was targeted. A concentration change equal to that 
in the target operating conditions was assumed, and the desorber coupling fluid inlet 
temperature was set 10 K hotter than the saturation temperature of the solution leaving at 
the target pressure and with the target concentration change. The flow rate of the condenser 
heat transfer fluid was varied to maintain the chamber pressure. 
Because the system pressure could be well-controlled, it was varied to explore the 
effects of operating conditions on system performance. Pressures above and below the 
Table 4.2: Low-pressure and high-pressure operating conditions 
 Low-Pressure Test High-Pressure Test 
Low System Pressure 0.76 kPa (Tsat = 3°C) 11.2 kPa (Tsat = 48°C) 
High System Pressure 1.0 kPa (Tsat = 7°C) 13.6 kPa (Tsat = 52°C) 
 
Table 4.1: Target system operating conditions 
Parameter Low-Pressure Test High-Pressure Test 
System Pressure 0.87 kPa (Tsat = 5°C) 12.3 kPa (Tsat = 50°C) 
Solution Flow Rate 88.9 g min-1 96.1 g min-1 
Solution Inlet Temperature 47.0°C 83.7°C 
Solution Inlet Concentration 57.0 wt% LiBr 61.7 wt% LiBr 
HTF Flow Rate 270 g min-1 279 g min-1 






target operating conditions were considered with synthetic graywater as the feed. These 
pressures and their corresponding saturation temperatures for pure water are shown in 
Table 4.2. 
4.5 Data Reduction 
The water purification capabilities of the cycle can be determined by direct 
measurement of the water quality after a low-pressure test and a high-pressure test. 
However, to elucidate the thermal performance of the falling-film heat exchanger that 
serves as the desorber or absorber in these experiments, the raw data from the experiments 
must be analyzed. 
4.5.1 Heat Transfer Fluid Heat Transfer Rate 
The heat transfer rate in the falling-film heat exchanger is calculated in two ways. 
The first method examines the heat transfer rate from the heat transfer fluid flowing 
through the falling-film heat exchanger, which is given by 
 ?̇?𝑓,𝐻𝑇𝐹 = ?̇?𝑓,𝐻𝑇𝐹𝑐𝑝,𝑤(𝑇𝑓,𝐻𝑇𝐹,𝑖𝑛 − 𝑇𝑓,𝐻𝑇𝐹,𝑜𝑢𝑡) (4.3) 
The specific heat capacity of the water is evaluated at the average of the inlet and outlet 
temperatures. This heat transfer rate can include heat transferred to the falling film, heat 
lost to the water vapor in the chamber through convection, and heat transferred to the 
chamber walls through radiation. In the analyses that follow, a worst-case set of conditions 
in the high-pressure experiments is assumed. During the low-pressure experiments, 
temperature differences between the heat transfer fluid and the vapor or the chamber walls 





The heat transfer between the heat transfer fluid and the vapor in the chamber can 
be estimated assuming heat is transferred from the heat transfer fluid in the headers directly 
to the vapor through natural convection. The thermal resistance of the stainless steel plates 
can be neglected because the thermal resistance of the plates is much lower than the thermal 
resistance of natural convection. The heat transfer coefficient for laminar natural 
convection is taken from the work of Churchill and Chu (1975). 
 












Assuming that the temperature of the heat transfer fluid is 100°C, the temperature of the 
chamber is 50°C, and both surfaces of the two solution headers (four faces, each 0.24 m × 
0.05 m) are available to transfer heat via natural convection, the heat transfer rate between 
the coupling fluid and the vapor in the chamber is less than 4 W, which is less than 2% of 
the typical heat duty seen in the desorber. Furthermore, this analysis neglects the presence 
of the tubes of the falling film heat exchanger, which disrupt heat transfer on the inner 
surfaces of the solution header and reduce the area of that face. In addition, the temperature 
of the heat transfer fluid in the headers is often as low as 85°C in the upper headers, 
reducing the temperature difference between the heat transfer fluid and the chamber by up 
to 30% from the assumed value. Finally, the vapor temperature in the chamber during the 
desorber experiments is often closer to 55°C than 50°C, which reduces the temperature 
difference by 10%. These factors suggest that 4 W, as calculated above, is an overestimate 
of the heat loss due to natural convection. Therefore, this mode of heat transfer is neglected 





A similar analysis is conducted for the radiative heat transfer from the surfaces of 
the heat exchanger headers to the walls of the chamber. The setup for this analysis is shown 
in Figure 4.12. The headers are divided into two surfaces for radiation heat transfer. The 
front, back, top, and outside faces of the headers make up the first surface, which is fully 
exposed to the walls of the chamber. The inside faces of the headers are the second surface. 
Because the faces comprising the second surface are parallel and opposed to each other, 
the shape factor for this surface, F2→2, is nonzero. It should be noted here that in this 
analysis, radiative heat transfer from the second surface to the tubes of the falling-film heat 
exchanger or to the falling film itself is neglected; therefore, the radiative heat loss to the 
chamber walls calculated by this method is greater than what will be seen in practice. The 
heat transfer from surfaces 1 and 2 to surface 3 is given by 
 

































where the emissivity of the rough, unoxidized stainless steel of the heat exchanger headers 
is 0.36 (Shurtz, 2018), the emissivity of the aluminum of the vacuum chamber is 0.07 
(Incropera and DeWitt, 1996), the areas of the surfaces are 0.037 m2, 0.024 m2, and 2.23 
m2, and the surfaces are assumed to be diffuse and gray. Assuming the temperature of 
surfaces 1 and 2 is 100°C and the temperature of surface 3 is 50°C, the heat transfer rate 
from surfaces 1 and 2 to surface 3 is 10 W, which is less than 3% of the typical heat load 
in the desorber. However, the walls of the chamber are not at a uniform temperature. Based 
on the work of Cess and Lian (1976), the emittance of the water vapor in the chamber 
during the high-pressure test is 0.11. Accordingly, an analysis was conducted that treated 
the water vapor as a participating medium. The heat transfer rate associated with this 
analysis was nearly identical to the heat transfer rate associated with the analysis in which 
the water vapor was treated as transparent. 
The sheet heaters are only located in the back 15 cm of the top and the front 15 cm 
of the bottom of the chamber, but the temperature is measured at the top front of the 
chamber, which is the point in the chamber with the lowest temperature. Additionally, as 
discussed in the analysis of convection losses, the heat transfer fluid temperature drops 
substantially as it flows through the header, and the tubes on the heat exchanger will reduce 
the shape factor further from the inner surfaces of the headers. Therefore, radiation from 





4.5.2 Solution Heat Transfer Rate 
The heat transfer rate in the falling-film heat exchanger can also be determined by 
performing an energy balance on the LiBr solution flowing over the horizontal tubes of the 
heat exchanger. This energy balance yields 
 ?̇?𝑓,𝑠𝑜𝑙𝑛 = ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡ℎ𝑠𝑜𝑙𝑛,𝑜𝑢𝑡 + ?̇?𝑣ℎ𝑣 − ?̇?𝑠𝑜𝑙𝑛,𝑖𝑛ℎ𝑖𝑛 (4.6) 
where the vapor enthalpy, hv, is calculated at the chamber pressure and the average of the 
inlet and outlet solution temperatures, and the vapor mass flow rate, ?̇?𝑣, is given by 
 ?̇?𝑣 = ?̇?𝑠𝑜𝑙𝑛,𝑖𝑛 − ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡 (4.7) 
During absorption or desorption, it is expected that a negligible amount of LiBr 
leaves the heat exchanger, and thus, the following species balance should hold for the 
experimental data. 
 ?̇?𝑠𝑜𝑙𝑛,𝑖𝑛𝑤𝑖𝑛 = ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡𝑤𝑜𝑢𝑡 (4.8) 
However, the experimental data showed discrepancies in the species balance as a result of 
fluctuations in the solution outlet flow rate. Figure 4.13 shows the inlet and outlet flow 
rates and concentrations during the steady-state portion of a high-pressure test. It can 
 
Figure 4.13: Steady-state a) solution flow rates and b) concentrations at desorber 






clearly be seen that while the solution inlet mass flow rate and concentration and the 
solution outlet concentration are very stable over the period shown, the solution outlet flow 
rate experiences substantial fluctuations. This suggests that the measured outlet solution 
mass flow rate is influenced by the tubing between the outlet of the falling-film heat 
exchanger and the inlet of the flow meter, and thus, the measured values are not 
representative of the solution flow rate at the outlet of the falling-film heat exchanger. The 
outlet tubing consists of a long, horizontal length with vertical portions before and after. It 
is possible that waves in the horizontal portion of the tube result in the capture of vapor in 
the flow. This vapor then increases the resistance to flow after passing through the flow 
meter, requiring a higher gravitational head to drive the flow. Once the additional resistance 
has been removed, flow increases and the liquid level drops. Accordingly, the solution 
outlet mass flow rate is calculated using the species balance, and this calculated mass flow 
rate is used in the energy balance. 
4.5.3 Uncertainty Propagation 
The uncertainty in the measured data can be divided into two categories. Systematic 
uncertainty is inherent in the instrument and is provided by the manufacturer. The 
systematic uncertainties of the instruments used in the experiments are given in Table 4.3. 
Table 4.3: Systematic uncertanties of instruments on test stand 
Instrument Model Systematic Uncertainty 
Mass Flow Meter MicroMotion CMFS010 ±0.1% of reading 
Density Meter MicroMotion CMFS010 ±2 kg m-3 
Turbine Flow Meter FTI FTO-1 ±0.15% of reading 
Pressure Gauge OMEGA PX-409 ±0.08% of reading 
Thermocouples OMEGA TMQSS ±0.25°C 
Electrical Conductivity 
Meter 






Random uncertainty, on the other hand, is associated with the unpredictability of 
the measurement process. In this work, a 95% confidence interval is used for the random 






where s is the sample standard deviation, t is the value of the two-tailed Student’s T-
distribution with N degrees of freedom, and N is the number of samples. For each of the 
instruments listed in Table 4.3, each recorded data point was an average of 25 samples 
taken at a rate of 100 Hz. The standard deviation of the samples was also recorded, allowing 
a random uncertainty to be calculated. The total uncertainty in a measurement can be 




2  (4.10) 
The uncertainty in the measured values can be used to determine the uncertainty in 
the quantities calculated during data reduction. To propagate uncertainty through the 
calculation, the uncertainties of each value are weighted by their effect on the calculated 
value and summed in quadrature as shown in the following formula. An example of this 









When averaging the time series data recorded during experiments, Equation 4. does 
not apply. Instead, the following equation is used to calculate the uncertainty in the average 












4.6 Results and Discussion 
4.6.1 Hydrodynamics 
In Section 3.2, the minimum heat exchanger area required to avoid entrainment of 
secondary droplets by flowing vapor was calculated. The falling-film heat exchanger was 
designed to exceed this area. Observation of the heat exchanger during testing indicated 
that the vapor velocity was sufficiently low to avoid droplet entrainment. However, when 
the falling-film heat exchanger was operating as a desorber, bubble formation and bursting 
was observed in droplets on the last six rows of the heat exchanger. This resulted in the 
ejection of small droplets of LiBr solution from the falling-film heat exchanger. In early 
tests, these droplets impacted the floor of the vacuum chamber, the back window of the 
vacuum chamber, and the outside of the bucket containing the condenser. It is also possible 
that some droplets were carried onto the condenser by the vapor flow. To mitigate the 
potential for contamination of the distillate by this mechanism, a thin sheet of 
polycarbonate was placed between the desorber and the condenser during the high-pressure 
tests such that it blocked everything below the second row of the desorber. No effect on 
the desorption rate was observed as a result of this addition. 
4.6.2 Water Purification 
As discussed above, three feed solutions were used to assess the water purification 





solution was transferred to the distillate stream, while synthetic graywater and 3.5 wt% 
NaCl solution were used as representative feed solutions. Figure 4.14 shows the electrical 
conductivity of the DI water and synthetic graywater feed solutions and resulting distillates. 
Five tests were conducted with DI water as the feed, while eight tests were conducted with 
synthetic graywater. It can be seen from Figure 4.14 that the conductivity of the DI water 
increases from 6 ± 1 μS cm-1 in the feed solution to 30 ± 2 μS cm-1 in the distillate. A 
calibration curve for low-concentration LiBr solutions indicates that the electrical 
conductivity for LiBr as a function of concentration is 
 𝜎 = 1.0468 × 106𝑤 + 15.4 (4.13) 
where w is the weight fraction and σ is the electrical conductivity in μS cm-1. The data used 
to generate this curve are given in Appendix D. From this, it can be seen that the distillate 
produced by the water-purifying absorption heat pump cycle when DI water is used as the 
 
Figure 4.14: Electrical conductivity of DI water and synthetic 






feed contains 0.002 wt% LiBr. This is likely due to the presence of bubbles on the desorber 
that ejected droplets into the vapor phase when bursting. While droplets were not seen 
traveling to the condenser, the amount of LiBr required to enter the condenser to achieve a 
concentration of 0.002 wt% is quite small. In a typical test, ~300 mL of distillate was 
produced, which means that only 6 mg of LiBr had to enter the condenser to achieve this. 
Although this is a tiny amount of LiBr, there are no guidelines for either lithium or bromide 
in drinking water; therefore, subsequent iterations of the cycle must have modified designs 
to prevent the possibility of LiBr carryover. 
With the baseline water purification capabilities of the cycle established, the water 
purification capabilities with respect to synthetic graywater can now be discussed. The 
synthetic graywater feed has a conductivity of 109 ± 5 μS cm-1, which is somewhat lower 
than the conductivity of 188 ± 13 μS cm-1 reported by Hourlier et al. (2010). The reasons 
for this may be due to variations in the chemicals acquired from different manufacturers or 
due to the low-precision balance used to prepare the feed solution in these experiments. 
The distillate produced by the batchwise experiments operating with synthetic graywater 
had a conductivity of 32 ± 2 μS cm-1, which agrees well with the electrical conductivity of 
the distillate produced by when DI water was used as the feed. This suggests that the water 
purification process the synthetic graywater undergoes is sufficient to remove ionic 
compounds from the feed to the limit imposed by solution carryover in the experimental 
setup. 
The water purification capabilities of the system when operating on synthetic 
graywater were also evaluated using the TOC as a metric. Figure 4.15 shows the distillate 





shows that the water purification process was able to substantially reduce the TOC, with 
the distillate at baseline conditions demonstrating an average TOC of 9.4 ± 0.1 mg L-1. This 
is still substantially above the TOC requirement of a drinking water supply, suggesting that 
further investigation or additional treatment steps are required to reach this goal. The 
variation in the baseline distillate TOC shown in the last two tests may be due to 
contamination of the condenser with synthetic graywater during the low-pressure tests. 
This phenomenon is discussed further below. The primary reason why the TOC removal 
is only 90% is because of the presence of volatiles in the synthetic graywater. At the 
baseline saturation temperature of 5°C, glycerol has a vapor pressure of 1.6 mPa, which 
while small, is certainly nonzero (Cammenga et al., 1977). Varying the operating pressure 
as outlined in Table 4.2 demonstrated a change in the distillate TOC. Operation at lower 
 
Figure 4.15: Distillate TOC for synthetic graywater tested at 







pressure yielded a distillate TOC of 6.6 ± 0.1 mg L-1, while operation at higher pressure 
yielded a distillate TOC of 14.9 ± 0.1 mg L-1. These data suggest that the pressure has a 
significant impact on the TOC; however, distillate TOC data collected at baseline 
conditions ranged from 4.8 ± 0.1 mg L-1 to 14.3 ± 0.1 mg L-1, indicating that further testing 
at low and high pressure conditions is required to determine the effect of pressure on the 
purification of graywater.  
A feed solution containing 3.5 wt% NaCl was also studied to determine the 
desalination capabilities of the water-purifying absorption heat pump. Because this feed 
solution only contained ionic species, the electrical conductivity was used to assess water 
quality. A calibration curve was developed for low-concentration NaCl and relates the 
electrical conductivity to the NaCl concentration as follows. The data used to produce this 
curve are given in Appendix D. 
 𝜎 = 1.9656 × 106𝑤 + 12.7 (4.14) 
As with the calibration curve for LiBr, w is the weight fraction of the salt and σ is in μS 
cm-1. 
Figure 4.16 shows the distillate concentration of NaCl for each of the tests run using 
3.5 wt% NaCl as the feed. The tests were run in two groups, with three tests conducted 
early March and two tests conducted in early April. The ability of the experiments to purify 
the feed solution without volatiles is good, with an average salt removal of 99% 
demonstrated. In each group of tests, the distillate concentration rises over the course of 
multiple tests. This is likely due to the contamination of the evaporator with crystallized 
NaCl. Even though distilled water was used to rinse the heat exchanger between the low-





multiple high-pressure tests suggesting that the cleaning methods were unable to remove 
all the salt on the evaporator tubes at the end of the evaporator test.  
There are two possible explanations for the improved water purification behavior 
demonstrated by the second set of tests. The first is that small changes to the cleaning 
procedures resulted in better salt removal between the low-pressure test and the high-
pressure test. The second is that the solution in the bucket was not well-mixed. During the 
first set of tests, the conductivity of the feed solution was 42400 ± 500 μS cm-1, while 
during the second set of tests, the feed solution conductivity was 23000 ± 1000 μS cm-1, 
even though the initial concentration of the feed solution was the same. The solution was 
prepared differently in the two sets of tests. In the first set, three 3.78-L jugs were used to 
prepare the solution, with each jug being shaken to ensure homogeneity. In the second set, 
the NaCl was added directly to the bucket, and 10.4 L of water were added to it. It is 
 
Figure 4.16: Concentration of NaCl in distillate for tests with 






possible that this preparation method resulted in a concentration gradient in the solution 
with a lower concentration layer at the top. This could imply that any droplets of NaCl 
ejected from the pool were at a lower concentration, and thus, the cleaning procedure used 
was more able to remove residual NaCl from the heat exchanger. 
Taking the water purification results presented above in aggregate, it is clear that 
the components of an absorption heat pump are capable of a high degree of water 
purification. Although the double-distillation process is unable to completely remove 
volatile components from a feed solution, it demonstrates a marked reduction in those 
components, as demonstrated by the TOC measurement. Furthermore, removal of 
dissolved ions exceeds 97% in all tests conducted, with the best test reaching 99.9% salt 
removal. 
4.6.3 Cooling Demonstration 
As discussed in Section 2.2, the water-purifying absorption heat pump can both 
provide cooling and purify water. The water purification capabilities demonstrated in the 
batchwise experiments are discussed above. When discussing the cooling capabilities of 
the cycle, it is important to recognize that there are several factors influencing the 
evaporator duty in the batchwise tests that would not be present in a full system operating 
in steady state. The first and most important factor is that the evaporator heat duty is used 
as a control parameter in the batchwise tests to maintain the chamber at the target pressure 
during the test. Additionally, in the majority of tests, the feed solution in the bucket 
containing the evaporator was at ambient temperature prior to the test. As the chamber 





cooling of the solution. However, to maintain the chamber pressure, additional heat often 
had to be added to the feed solution by the evaporator to achieve the vapor generation rate 
necessary to maintain the chamber pressure. Finally, the vapor volume of the vacuum 
chamber is connected to the vapor volume in the solution supply and receiving tanks. 
Depending on the temperature in these tanks, desorption or absorption can occur, affecting 
the required vapor generation rate in the evaporator.  
The combination of the above factors indicates that is it not useful to compare the 
evaporator duties to a model parameter or even to the duties of other tests. However, what 
can be said is that in all tests where there was not a leak in the chamber (which is discussed 
further in Section 4.6.4), the evaporator provided a nonzero amount of cooling to the heat 
transfer fluid stream flowing through it, indicating that a full cycle that does not face the 
complicating factors discussed above for the batchwise experiments will be capable of 
demonstrating cooling as well as water purification. 
4.6.4 Absorber Model Validation 
One of the major factors affecting the cooling load in the batchwise experiments 
was the absorber load. As discussed in Section 4.3.1, during the low-pressure tests, the 
absorber solution flow rate, the absorber heat transfer fluid flow rate, and the absorber heat 
transfer fluid chiller set point temperature were held constant. The absorbent solution was 
heated to near saturation conditions, but due to variability in the absorbent solution inlet 
concentration, which ranged from 53.7 wt% to 58.9 wt% over the course of the tests, this 





As discussed in Section 4.5, the heat transfer rate in the absorber can be calculated 
by performing an energy balance on the coupling fluid or on the solution. Figure 4.17 
shows these two heat transfer rates for all tests conducted. There is acceptable agreement 
between the heat transfer rates calculated for the two streams.  
The values agree best for higher heat transfer rates, which are closer to design conditions. 
At heat transfer rates near 100 W, there is more disagreement between the two 
measurements, with the solution heat transfer rate being lower than the coupling fluid heat 
transfer rate. This may be due to uncertainties in the solution outlet concentration for small 
changes in concentration. The average absolute deviation (AAD) is used as a metric to 



















where N is the number of measured data points and the subscripts 1 and 2 refer to the 
compared quantities. For the absorber heat transfer rates, the AAD is 8.5%. In the following 
discussion, the solution and heat transfer fluid heat transfer rates are averaged to yield a 
single experimental heat transfer rate. 
The absorber heat transfer rates predicted by the model and measured in the 
experiments are shown in Figure 4.18. It becomes immediately obvious from the figure 
that there are a number of factors that influence the agreement between the predicted and 
measured heat duties. Over the course of the experiments, a leak developed in one of the 
valves that allowed air to leak into the test stand at a rate of 40 μmHg min-1 during the tests. 
The tests affected by this leak were identified through examination of the condenser heat 
transfer fluid data due to the reliability of the condenser. In tests unaffected by the leak, the 
condenser heat transfer fluid outlet temperature was nearly identical to the saturation 
 






temperature in the chamber. In tests affected by the leak, the condenser heat transfer fluid 
outlet temperature deviated from the chamber saturation temperature by 2 K or more. As 
expected, when there is a leak in the chamber, the additional mass transfer resistance added 
by the air, which was not accounted for in the absorber model, results in the model 
overpredicting the heat transfer rate. 
It is interesting when examining data points with a leak how strongly the startup 
procedure affected the performance of the system. When a 36-hour hold at 6.9 kPa was 
performed prior to final evacuation and the test (denoted by a triangular data point in Figure 
4.18), the deviation between the predicted and measured absorber heat duty was much less, 
even in the presence of a leak. It should be noted that during this vacuum hold, the leaking 
valve was closed, and in this state, the valve did not leak. This behavior suggests that 
despite the leak, another factor is present in the experiments that results in a vacuum hold 
improving the performance. The data also suggest that this factor occurred over time. The 
two data points in the upper right of the graph near the -10% line were the first two tests 
conducted on the absorber with the target solution flow rate. The data point just below the 
+20% label was for a test conducted two weeks later.  
The cluster of data points at the upper left of the graph when the feed solution was 
chilled immediately prior to the test suggest a possible explanation for the poor 
performance. There were two main differences that occurred when a test was conducted 
with a chilled feed. First, the time required to evacuate the chamber was much shorter, 
indicating that dissolved air may still be present in the feed solution. Second, boiling of the 





composition of the vapor phase in the chamber at the end of evacuation was much higher 
in air that when the feed solution was not chilled.  
The amount of dissolved air in the feed solution can be calculated using Henry’s 
law. 
 𝐶 = 𝐻𝑝 (4.16) 
where C is the concentration of dissolved gas and H is the Henry’s law constant. 
Temperature-dependent Henry’s law constants for nitrogen and oxygen are taken from a 
compilation by Sander (2015). Using these values and an atmospheric composition of 78% 
nitrogen and 22% oxygen, it is found that at 1°C, water can accommodate 0.0074 mol of 
nitrogen and 0.0045 mol of oxygen. This amount of gas, assuming ideal behavior at 15°C 
in the 0.227-m3 volume of the vacuum chamber, would have a pressure of 125 Pa. During 
the low-pressure tests, the nominal chamber pressure is ~870 Pa; thus, if all the dissolved 
gas in the chilled feed solution is released into the chamber, a mass fraction of air in the 
vapor of ~20 wt% could be achieved. In the tests with a chilled feed and a more rapid 
evacuation, it is also probable that the initial composition of the vapor phase in the chamber 
is less than 100% water vapor, which could contribute further to the air fraction in the 
chamber. If the vapor phase contained 50 wt% air at the end of evacuation, the addition of 
the dissolved air could result in 60-70 wt% air in the chamber during the test. To account 





4.6.4.1 Vapor-Side Mass Transfer Modeling 
To account for the mass transfer resistance associated with phase change in the 
presence of non-condensable gases, the mass transfer rate at the interface can be calculated 
by 
 




where βv,i is the vapor-side mass transfer coefficient, Cv,i is the molar concentration of the 
vapor at the row being evaluated, xw is the bulk concentration of water in the vapor phase, 
and xwi,i is the interface concentration of water vapor at the row being studied (Hewitt et 
al., 1994). Two Sherwood numbers are used for the vapor phase to account for the 
interaction of boundary layers between tubes in the absorber. It has been shown that the 
gas leaving the lower tubes in an array reduces convective transfer for higher tubes in the 
array (Marsters, 1972; Corcione, 2005). The Sherwood number correlation used for the 
lowest tube is (Schütz, 1963)  
 𝑆ℎ = 0.53𝐺𝑟0.25𝑆𝑐0.25 (4.18) 
while the Sherwood number correlation used for all other tubes in the array is adapted from 
























In this correlation, Nr is the number of tube rows, Ni is the tube row for which the Sherwood 
number is being calculated, numbered starting from the top row, and s is the center-to-
center spacing between tube rows. Because the investigation of Corcione (2005) only 





generated by the term in square brackets could be no lower than 0.265, which is half the 
coefficient for the lowest tube row. 
Because the vapor pressure at the interface is depressed, Equation 3.8 is modified 
to read 
 𝑤𝑒𝑞,𝑖 = 𝑤(𝑇ℓ,𝑖, 𝑝𝑤𝑖,𝑖) (4.20) 
where pwi,i is the partial pressure of water vapor at the interface and is calculated assuming 
the vapor phase behaves as an ideal gas. 
 𝑝𝑤𝑖,𝑖 = 𝑥𝑤𝑖,𝑖𝑝 (4.21) 
With this model complete, the air fraction required for the model results to match 
the measured data can be determined. These results are presented in Figure 4.19 as a 
function of the measured absorber heat duty. Because the experiments were almost all 
 
Figure 4.19: Required air mass fraction for predicted and 






conducted for similar operating conditions, the trend of decreasing required air fraction 
with increasing absorber duty is expected. The figure shows that when the feed solution is 
chilled, an air fraction in excess of 0.3 is required to achieve agreement with the measured 
values. If the data point with a measured heat duty of ~140 W and a required air fraction 
of ~0.33 is excluded, it suggests that an air fraction of 0.45-0.68 is required to predict the 
measured data with a chilled feed. The lower required air fraction for the data point with 
the chilled feed at ~140 W is likely because during that test, the solution in the supply tank 
was heated above the saturation temperature. This probably led to boiling in the supply 
tank, increasing the amount of vapor in the system and reducing the air fraction at the same 
pressure. Excluding that test suggests that in tests with a chilled feed, the air fraction in the 
system is ~0.55, which seems reasonable based on the prior discussion of dissolved air in 
the feed solution and the absence of boiling during the short evacuation period. 
For most of the tests that are not chilled, the required air fraction to match the 
experimental heat duty is ~0.1 or less. Whether or not this is reasonable can be seen by 
considering how much air would enter the system over the course of a test. Over the last 
four vacuum tests conducted on the system, the average leak rate was 1.7 μmHg min-1. A 
typical low-pressure test lasted 90 minutes. Therefore, the air fraction at the end of a typical 
low-pressure test was 0.04. This aligns reasonably well with the required air fractions for 
the models to agree with these test results. 
The required air fraction for the tests conducted when the chamber was leaking is 
highly variable. This suggests that the leak rate cannot be predicted well. Consequently, 





this was due to a failure of a component on the test stand rather than through any 
phenomenon in the experiments. 
Figure 4.20 shows the predicted and measured heat duties for the absorber with an 
air fraction of 0.55 applied to tests with a chilled feed and an air fraction of 0.02 applied to 
tests without a chilled feed. With this correction applied, the agreement between the model 
and the experiments is better, although only 62% of the data points fall within the ±20% 
range. Of the six data points that fall outside of the range, three of them are from 
experiments conducted with a chilled feed. The corrections for a chilled feed solution have 
been discussed above.  
Of the other three data points that fall outside the ±20% range, two are worth noting. 
The first is the data point with a measured duty of ~100 W and a predicted duty of ~250 W. 
 
Figure 4.20: Comparison between predicted and measured 







The experiment associated with this data point was the last one conducted prior to a leak 
beginning in the chamber. Comparing this point to the other data points for experiments 
with leaks in Figure 4.19 suggests that there may have been a leak in the chamber during 
this experiment that did not appear during the subsequent high-pressure test. The second 
data point that falls substantially outside the ±20% range is the one with a measured heat 
duty of ~165 W and a predicted heat duty of ~250 W. This test was conducted shortly after 
a test with a chilled feed, and the temperature of the feed solution had not yet reached 
ambient temperature when the test was started. This suggests that there was more air in the 
system than was present during tests conducted with the feed starting from ambient 
temperature but still less than when the feed was chilled prior to evacuation.  
Figure 4.20 also shows that the model predictions for tests conducted with a 
vacuum hold all fall within ±10% of the measured data, indicating that when dissolved air 
is removed from the feed solution, the model is able to predict the experimental 
performance reasonably well. 
4.6.5 Desorber Model Validation 
In contrast to the absorber, the desorber experienced much less variation in the 
operating conditions. The heat transfer rates for the desorber as calculated using the 
solution and the heat transfer fluid are shown in Figure 4.21. All of the data fall within a 
100-W range when measured using the heat transfer fluid. 90% of the data agree within 
10%, and only one data point shows severe deviation. The data point showing severe 
deviation is from an early test where the valve on the line leaving the chamber was set so 





reading, which resulted in an incorrect solution outlet concentration. As such, it is excluded 
from this analysis as an outlier, and in further analyses on the desorber, the heat transfer 
fluid heat transfer rate is used rather than the average for this data point. When this outlier 
is excluded, the AAD of the two heat methods of calculating heat transfer is 3.3%.  
Figure 4.22 shows the predicted and measured heat transfer for the desorber for all 
three feed solutions used. It can be seen that all the data points lie very close to the +10% 
line, and there is no pattern with respect to the feed, suggesting that the desorber 
performance is not influenced by the feed solution used in the evaporator. Similarly, the 
desorber performance is not influenced by the presence of the leak in the chamber. These 
points are included in the plot, but they cannot be distinguished from points collected when 
there was no leak in the chamber, suggesting that air-side mass transfer is not a concern in 
 







the desorber. The AAD between the predicted and experimental heat duties for the desorber 
is 8.6%. 
The tight grouping of the heat duties around the +10% line indicate that there is 
some phenomenon occurring in the experiments that is not being accounted for by the 
model. During desorber model development, mass transfer was neglected after exploring 
the model of Jani (2012). While no other mass transfer models could be found for mass 
transfer during desorption of water vapor from LiBr falling films on horizontal tubes, two 
other mass transfer coefficients were considered. The first was the correlation of Babadi 
and Farhanieh (2005), which was used in the absorber mass transfer model and was 
developed for falling-film absorption into a LiBr solution on a horizontal tube. The second 
was the correlation of Yih and Chen (1982), which was developed for absorption of oxygen 
and carbon dioxide into a falling film of water on a vertical tube. Figure 4.23 shows the 
 






predicted and measured heat duties of the desorber when modeled without mass transfer 
and with the two mass transfer coefficients discussed above. It is clear that neither of these 
mass transfer coefficients is suitable for use with this desorber geometry and flow 
conditions, with both underpredicting the experimental data by 20% or more (AADs of 
60.2% and 25.0% for the correlations of Babadi and Farhanieh (2005) and Yih and Chen 
(1982), respectively). The poor performance of the correlation of Babadi and Farhanieh 
(2005) can be explained by the dependence on the Schmidt number. In most mass transfer 
correlations, the Schmidt number is raised to an exponent less than unity, indicating that 
as the diffusivity of the solution increases, the mass transfer also increases. In contrast, in 
this correlation, the exponent on the Schmidt number is greater than unity, suggesting that 
the mass transfer coefficient decreases as the diffusivity increases. While this does not 
matter for the absorber because the Schmidt number is unlikely to vary much from the 
 
Figure 4.23: Predicted and measured desorber heat duties using 






conditions under which the model was developed, it is much more significant for the 
desorber, in which the diffusivity can be higher by a factor of 2.  
While it is possible that there is a mass transfer limitation in the desorber 
performance, it is also possible that the desorber does not operate in a mass transfer-limited 
regime, but instead, the heat transfer is overpredicted by the correlation of Hu and Jacobi 
(1996b). They used tubes with diameters between 15.88 and 22.22 mm, while the tubes on 
the desorber in this study were 3.175 mm in diameter. Modeling of heat transfer in falling 
films on horizontal tubes has typically divided the tube into three regimes for heat transfer, 
the first of which is treated as a jet impinging on a horizontal surface (Chyu and Bergles, 
1987; Liu et al., 2021). This results in a higher heat transfer coefficient for the first 30° of 
the tube. Although this model describes the flow well for large tubes, such as those used 
by Hu and Jacobi (1996b), the model of a jet impinging on a horizontal surface does not 
apply when the diameter of the jet is approximately the same as the diameter of the tube. 
In the experiments conducted in this study, it was observed that the diameter of the droplets 
was very similar to the diameter of the tube. Based on this, it is expected that the heat 
transfer rate in the impingement zone at the top of the tube will be lower than suggested by 
the models available in the literature. Although a full analysis of this flow morphology and 
the resulting heat transfer lies outside of the scope of this work, a brief analysis of the work 
of  Liu et al. (2021) suggests that ~20% of the heat transfer on a horizontal tube occurs in 
the first 30°. If this heat transfer is reduced by half, the overall heat transfer would be 
reduced by 10%, which would account for the discrepancy between the model and the 






In lieu of operation of a complete cycle, batchwise experiments are conducted using 
the components found in a water-purifying absorption heat pump to demonstrate the 
capability of the cycle to execute simultaneous water purification and cooling. The 
experiments consist of two processes: low-pressure evaporation and absorption, and high-
pressure desorption and condensation. By operating the processes sequentially, water 
purification has been demonstrated using only the components in an absorption heat pump. 
Water purification is demonstrated using DI water, synthetic graywater, and 
3.5 wt% NaCl as the feed solutions. A rise in conductivity of the DI water following the 
test indicates that LiBr may be contaminating the distillate at concentrations up to 0.002 
wt%. Conductivity tests following the synthetic graywater tests show a reduction to the 
same level achieved in the DI water tests. TOC analysis of the distillate produced by the 
synthetic graywater tests shows ~90% removal of TOC, which suggests that some volatile 
components are being transferred to the distillate. Testing with 3.5 wt% NaCl as the feed 
shows >98% salt removal. In all experiments, cooling was demonstrated in the evaporator 
during the low-pressure test. 
The heat transfer performance of the absorber and desorber was measured and 
compared with the model predictions. In several tests, the absorber performance suffered 
from a high air content in the chamber; thus, the model was modified to include the vapor-
side mass transfer phenomena. This correction led to all points without a leak and with a 
hold at vacuum prior to chamber evacuation falling within 10% of the model predictions, 
while 63% of the overall tests were within 20% of the model predictions. The desorber 





the model predictions. Mass transfer modeling on the liquid side was attempted; however, 
the available mass transfer models severely underpredicted desorber performance. It is 
hypothesized that the small tubes in the desorber relative to the size of the droplets 
generated led to depression of heat transfer in the impingement region, which could 





CHAPTER 5. CONCLUSIONS AND RECOMMENDATIONS 
5.1 Conclusions 
The following are the key contributions of this work: 
• Creation of a novel thermodynamic cycle based on an absorption heat pump 
capable of simultaneous space conditioning and water purification 
• Experimental demonstration of reduction in the pollutants in a prepared 
feedwater using the components in an absorption heat pump cycle under 
conditions that would allow for space cooling 
The activities conducted in the pursuit of these accomplishments are summarized 
below. 
A novel water-purifying absorption heat pump was designed, and a thermodynamic 
model was developed to analyze the cycle performance. A figure of merit, the energy ratio 
(ER), was defined to allow the calculation of the total cycle utility relative to the energy 
required to drive the cycle. The incorporation of water purification doubled the ER of the 
cycle. Cycle performance was assessed for 14 different absorbents, and LiBr and NaOH 
were selected for further study based on their high ER, low complexity, and suitability 
from prior work. 
Further thermodynamic studies were conducted to increase the water purification 
capabilities of the cycle above 35.2 kg day-1 kW-cooling-1. Forward osmosis (FO), 
membrane distillation (MD), and humidification-dehumidification (HDH) were explored 





showed that the performance of the cycle with HDH exceeded the performance of the other 
two methods, largely because the increase in the evaporator load when using HDH 
increases water produced through the base water-purifying absorption heat pump, reducing 
the amount of water that has to be produced through the secondary system. 
A heat exchanger capable of acting as an absorber or desorber in a small-scale (300 
W cooling) version of the cycle was designed. An overall analysis of the heat exchanger 
using the UA-LMTD method was performed to determine if either LiBr or NaOH was 
substantially better than the other. This showed that due to the low flow rate and high 
viscosity of NaOH at baseline conditions, an absorber using it as the solution would have 
to be prohibitively large. Therefore, LiBr was selected as the absorbent for the proof-of-
concept demonstration. 
A horizontal-tube, falling-film heat exchanger was designed to serve as the 
absorber or desorber in the proof-of-concept experiments. The heat exchanger had 36 rows 
of 3.175-mm OD tubes arranged in two columns. Coupling fluid flowed from the bottom 
of the heat exchanger to the top in six passes, with six rows in each pass. A design model 
was formulated for the heat exchanger that accounted for both heat transfer and mass 
transfer effects in the falling liquid film during desorption and absorption. After evaluating 
the model with and without mass transfer effects, it was concluded that mass transfer had 
a small but important effect in absorption, while the only available mass transfer coefficient 
available in the literature for falling-film, horizontal-tube desorption from LiBr solutions 
severely overpredicted the effects of mass transfer. Therefore, mass transfer in the desorber 
model was neglected. The models were simulated for tube lengths ranging from 0.12 to 





equilibrium solution outlet temperatures ranging from 35 to 45°C. Heat transfer fluid flow 
rates were held fixed at the baseline levels defined in Chapter 2. Based on the results of 
these simulations, a tube length of 0.24 m and an absorber equilibrium solution outlet 
temperature of 37.5°C were selected for the proof-of-concept experiments. 
A test stand incorporating a vacuum chamber with an interior volume of 0.227 m3 
was constructed to demonstrate the water purification and cooling capabilities of the cycle. 
The experiments were conducted in a batchwise manner, with the low-pressure processes 
(evaporation and absorption) being performed first, followed by the high-pressure 
processes (desorption and condensation). Although these processes are conducted in a 
batchwise, rather than a cyclic manner, these experiments are still sufficient to demonstrate 
the potential for a cycle of this type to perform simultaneous cooling and water purification 
because all the processes are suitably demonstrated. 
Experiments were conducted at baseline conditions. To account for the variability 
and transient nature inherent in batchwise experiments, the evaporator and condenser were 
used to control the pressure in the cycle. Three feed solutions were tested: DI water, 
synthetic graywater, and 3.5 wt% NaCl. Electrical conductivity and total organic carbon 
(TOC) were used to assess water quality. Electrical conductivity measurements of the 
distillate produced by DI water feed solutions revealed an increase from 6 ± 1 μS cm-1 to 
30 ± 2 μS cm-1, indicating that in the test stand, some LiBr is being carried into the distillate, 
resulting in a LiBr concentration of 0.002 wt%.  
Electrical conductivity measurements of the synthetic graywater showed a decrease 
in electrical conductivity from 109 ± 5 μS cm-1 to 32 ± 2 μS cm-1, suggesting that the 





the same level achievable in DI water. TOC measurements showed a reduction in TOC 
from 92 ± 2 mg L-1 to 9.4 ± 0.1 mg L-1. This indicates that volatile compounds in the 
graywater migrate from the feed solution to the distillate through the two distillation 
processes. Preliminary test data at higher and lower pressures suggest that operating 
pressure may affect this purity, with lower operating temperatures and pressures leading to 
higher purity. 
Concentration measurements (converted from electrical conductivity 
measurements) on the 3.5 wt% NaCl solution indicate a drop in concentration from 3.5 
wt% to 0.04 ± 0.02 wt%, which is nearly a 99% decrease in salt concentration. In a full 
cycle, the salt removal is projected to be higher, as salt contamination occurred on the tubes 
of the heat exchanger used as the evaporator and condenser in the batchwise experiments, 
adding contamination that would not be there if separate heat exchangers were used. 
The heat transfer results on the absorber and desorber were used to validate the 
design models. For both components, the measured heat transfer on the heat transfer fluid 
side and the solution side agreed well (AAD of 8.5% for the absorber, AAD of 4.9% for 
the desorber). Comparison with the model results of the absorber indicated that there was 
a significant mass transfer resistance in the vapor phase due to the presence of non-
condensable gases. A mass transfer model for the vapor phase was developed for the 
absorber, which when combined with the existing model, reduced the AAD between the 
predicted and measured absorber heat transfer rates from 34.5% to 18.6%. A further 
reduction could be achieved through the use of the initialization procedures developed late 
in the test program; the AAD between the predicted and measured absorber heat transfer 





The desorber demonstrated better agreement than the absorber between predicted 
and measured heat duties, with an AAD of 8.6%. However, the data are tightly clustered 
with the model overpredicting the measured values in all cases. This suggested that there 
may have been a factor not considered by the model. Two additional mass transfer 
correlations in the liquid film were explored; however, both resulted in substantial 
underprediction of the data (AADs of 60.2% and 25.0% for the correlations of Babadi and 
Farhanieh (2005) and Yih and Chen (1982), respectively). It is possible that the discrepancy 
between the predicted and measured heat duties is due to changes in the flow morphology 
when the droplet diameter approaches the tube diameter resulting in the elimination of 
enhanced heat transfer on the top 30° of the tube in a falling film due to the assumption of 
a jet impinging on a horizontal surface no longer being suitable. 
With these experiments, it has been shown that water purification and cooling can 
be achieved through evaporation of vapor from an impure feed and absorption of the vapor 
into a LiBr solution at low pressure, followed by desorption of the vapor and condensation 
at high pressure. This is sufficient to prove that the water-purifying absorption heat pump 
designed in this work is feasible for its intended purpose. 
5.2 Recommendations for Future Work 
Although the feasibility of using a modified absorption heat pump to achieve water 
purification and cooling has been demonstrated in this work, there is ample space for 
further investigations in this area and in tangentially related areas, which have been 
uncovered over the course of these investigations. The first and most obvious area for 





here were able to show water purification and cooling could be achieved, but their 
batchwise nature prevented evaluation of the cycle performance using standard figures of 
merit. A demonstration of the complete cycle at both on-design and off-design conditions 
will allow the assessment of the ER, along with the COP. 
Although the thermodynamic analysis conducted here was sufficient to 
demonstrate reasonable performance of a water-purifying absorption heat pump, several 
other factors must be considered before a real-world implementation is possible. These 
include rigorous thermoeconomic analysis, sustainability analysis investigating the carbon 
equivalent emissions associated with the fabrication, operation, and decommissioning of 
the cycle, and the energy return on investment and water return on investment of the cycle. 
In this work, it was shown that the cycle is highly suitable for the removal of 
dissolved solids, but its ability to purify feed solutions containing volatiles is lower. This 
finding suggests two future directions of research. The first is the exploration of different 
feed solutions, including feed solutions containing organic matter or suspended solids, 
which may be found in real graywater streams. Purification of these streams may require 
development of evaporator designs that are robust in the presence of suspended solids or 
the incorporation of filtration methods that can remove particulates before the feed solution 
is sent to the evaporator. The second area of research is methods to address feed solutions 
containing volatile compounds. This may include cycle operation at a lower evaporator 
pressure or the use of other water purification processes to remove the volatile components 
from the distillate after the use of the water-purifying absorption heat pump. 
Additionally, the tests conducted with DI water as the feed showed the presence of 





desorber that prevent the transition from the film boiling mode to the nucleate boiling 
mode, which will suppress droplet formation, can be explored. Alternatively, the 
incorporation of a demister or other droplet removal device could be considered to 
determine its impact on the cycle performance. 
In the batchwise experiments conducted here, and even in a closed cycle 
demonstration, it is possible to remove most of the dissolved gases from the feed solution 
prior to system operation, providing a low air fraction in the vapor phase. In a practical 
system, new feed solution will be continually added to the system, carrying dissolved air 
along with it. As the feed solution is depressurized to the evaporator conditions, the 
dissolved air will enter the vapor phase and reduce absorber performance, as seen in some 
of the tests conducted in this work. Therefore, future exploration into mitigating the effects 
of dissolved air is necessary. These studies may take the form of system designs that induce 
concentration gradients in the vapor phase to reduce air buildup at the interface, absorber 
and condenser designs that can operate at high air fractions, or mechanisms for removing 
air in the vapor phase from the system without removing a large amount of water vapor. 
Finally, the results of the desorber experiments indicate that the heat transfer is 
overpredicted by the existing model. This may be due to a change in the flow morphology. 
As the size of the tubes used in the falling-film heat exchanger approaches the size of the 
droplets generated in the heat exchanger, the commonly used assumption of an impinging 
jet on the upper sixth of the tube may begin to break down. Detailed analytical, 
computational, and experimental studies should be conducted to understand falling-film 





literature. The results of these studies can be used to guide falling-film heat exchanger 
design both within and outside of the area of absorption heat pumps. 
APPENDIX A. PROPERTY REFERENCES FOR WORKING PAIRS 
The references from which the thermodynamic properties for the absorbents investigated in Chapter 2 are taken are shown in 
Table A.1. Absorbents for which thermophysical properties are available for the solution are listed as a single reference; absorbents for 
which solution properties were calculated by combination of component properties have references listed for each component. 
Table A.1: Thermodynamic property references for investigated working pairs 
Refrigerant Absorbent VLE Enthalpy Density 
H2O [bmim][BF4] (Kim et al., 2004) hr: (Klein, 2015) 
habs: (Sanmamed et al., 2010)  
he: (Rebelo et al., 2004) 
ρr: (Klein, 2015) 
ρabs: (Zhou et al., 2006) 
H2O [bmpyr][DCA] (Królikowska et al., 2014) hr: (Klein, 2015) 
habs: (González et al., 2013)  
he: (Królikowska et al., 2014) 
ρr: (Klein, 2015) 
ρabs: (Królikowska et al., 
2014) 
H2O [emim][Ac] (Guo et al., 2012) hr: (Klein, 2015) 
habs: (Römich et al., 2012) 
he: - 
(Quijada-Maldonado et al., 
2012) 
H2O [emim][DEP] (Zhao et al., 2006) hr: (Klein, 2015) 
habs: (Ficke et al., 2010) 
he: (Ficke et al., 2010) 
ρr: (Klein, 2015) 
ρabs: (Ficke et al., 2010) 
H2O [emim][DMP] (Ren et al., 2011) hsol: (Ren et al., 2011) 
he: (Ren et al., 2011) 
(Gong et al., 2012) 
H2O [emim][BF4] (Seiler et al., 2004) hr: (Klein, 2015) 
habs: (Sanmamed et al., 2010) 
he: (Yokozeki and Shiflett, 
2010) 
ρr: (Klein, 2015) 




Table A.1 continued 
134 
Refrigerant Absorbent VLE Enthalpy Density 
H2O LiBr (Klein, 2015) (Klein, 2015) (Klein, 2015) 
H2O LiBr+ZnBr2+LiCl 
(33:59:8) 
(Iyoki and Uemura, 1990) hsol: (Iyoki and Uemura, 
1990) 
he: (Iyoki and Uemura, 1990) 
(Iyoki and Uemura, 1990) 
H2O [mmim][DMP] (Dong et al., 2012) 
 
hsol: (Dong et al., 2012) 
he: (He et al., 2010) 
(He et al., 2010) 
H2O NaOH (Ruiter, 1990) hsol: (Ruiter, 1990) 










APPENDIX B. SAMPLE CALCULATIONS 
In this appendix, the details of the calculations conducted on the data collected in 
the proof-of-concept demonstration are detailed for a single data point. The data point 
chosen is one logged at 2:38:26 PM on 26 March 2021 during the steady-state portion of a 
high-pressure test. During the low-pressure portion of this test, synthetic graywater was 
used as the feed. 
B.1 Coupling Fluid Heat Transfer Calculations 
The heat transfer rate for the coupling fluid in the desorber is 
 ?̇?𝑓,𝑐𝑓 = ?̇?𝑓,𝑐𝑓𝑐𝑝,𝑤(𝑇𝑓,𝑐𝑓,𝑖𝑛 − 𝑇𝑓,𝑐𝑓,𝑜𝑢𝑡) (B.1) 
The raw data associated with the temperature and mass flow rate are as follows 
Using these data, the specific heat capacity can be calculated at the average of the 
inlet and outlet temperatures. 
 
𝑐𝑝,𝑤 = 𝑐𝑝 (
𝑇𝑓,𝑐𝑓,𝑖𝑛 + 𝑇𝑓,𝑐𝑓,𝑜𝑢𝑡
2
, 𝑥 = 0) = 4.213 J g−1K−1 (B.2) 
Substituting this value and the values from Table B.1 into Equation B.1 yields the 





× 4.213 J g−1K−1 × (105.9℃ − 89.0℃) 
(B.3) 
Table B.1: Measured values for coupling fluid heat transfer calculations 
Quantity Measured Value Standard Deviation 
?̇?𝑓,𝑐𝑓 279.7 g min
-1 0.8 g min-1 
Tf,cf,in 105.9°C 0°C 







= 331.4 W 
The uncertainties associated with the measured values can be calculated by 
combining the systematic and random uncertainties. The random uncertainty for the mass 










= 0.28 g min−1 
(B.4) 
The random uncertainty can be combined with the systematic uncertainty to 





= √(0.28 g mi−1)2 + (0.0015 × 279.7 g min−1)2 
= 0.50 g min−1 
(B.5) 
 The systematic and total uncertainties for each of the measurements in Table B.1 
are given in Table B.2. 
The uncertainty in the heat transfer rate is calculated as follows. The uncertainty of 
the specific heat capacity when calculated using the uncertainties in the temperatures and 
Table B.2: Systematic, random, and total uncertainties of measured quantities 
for coupling fluid heat transfer calculations 
Quantity Systematic Uncertainty Random Uncertainty Total Uncertainty 
?̇?𝑓,𝑐𝑓 ±0.42 g min
-1 ±0.28 g min-1 ±0.50 g min-1 
Tf,cf,in ±0.25°C ±0°C ±0.25°C 







the error propagation function in Engineering Equation Solver is less than 0.005% of the 
value; therefore, this term is neglected. 










= 6.9 W 
(B.6) 
B.2 Solution Heat Transfer Calculations 
The heat transfer in the LiBr solution flowing over the tubes of the desorber can be 
calculated by 
 ?̇?𝑓,𝑠𝑜𝑙𝑛 = ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡ℎ𝑠𝑜𝑙𝑛,𝑜𝑢𝑡 + (?̇?𝑠𝑜𝑙𝑛,𝑖𝑛 − ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡)ℎ𝑣 − ?̇?𝑠𝑜𝑙𝑛,𝑖𝑛ℎ𝑖𝑛 (B.7) 
where 







The solution concentration is calculated from the measured density and temperature by 
solving for the negative root of 
 




) + (𝑉1 + 𝑉4𝑇 + 𝑉7𝑇
2)𝑤 + (𝑉2 + 𝑉5𝑇)𝑤
2 (B.10) 
where the coefficients, Vi, are taken from the work of Yuan and Herold (2005). 
The measured values used to calculate the heat transfer coefficient are shown in 






outlined above. Tw,in and Tw,out are the temperatures measured at the outlet of the Coriolis 
flow meters and are used in the concentration calculations as shown below. 
The inlet concentration is calculated as follows. Equation B.10 can be rewritten as 
 0 = 𝐴𝑖𝑛𝑤𝑖𝑛
2 + 𝐵𝑖𝑛𝑤𝑖𝑛 + 𝐶𝑖𝑛 (B.11) 
where 
 𝐴𝑖𝑛 = [−1.70 × 10
−8 + (5.82 × 10−11 K−1) × 339.25 K] wt%−2 
= 2.77 × 10−9 wt%−2 
𝐵𝑖𝑛 = [−1.00 × 10
−5 + (2.54 × 10−8 K−1) × 339.25 K
− (5.13 × 10−11K−2) × (339.25 K)2] wt%−1 
= −7.32 × 10−6 wt%−1 
𝐶𝑖𝑛 = [1.18 × 10
−3 − (1.50 × 10−6 K−1) × 339.25 K




= 3.93 × 10−4 
 
The quadratic equation can be solved by 
Table B.3: Measured values and uncertainties for solution heat transfer 
calculation 






?̇?𝑠𝑜𝑙𝑛,𝑖𝑛 96.6 g min
-1 ±0.097 g min-1 ±0.32 g min-1 ±0.34 g min-1 
Tw,in 66.1°C ±0.25°C ±0°C ±0.25°C 
ρin 1593.9 kg m
-3 ±2 kg m-3 ±1.7 kg m-3 ±2.6 kg m-3 
Tsoln,in 81.9°C ±0.25°C ±0°C ±0.25°C 
Tw,out 70.0°C ±0.25°C ±0°C ±0.25°C 
ρin 1668.6 kg m
-3 ±2 kg m-3 ±1.3 kg m-3 ±2.4 kg m-3 
Tsoln,in 93.5°C ±0.25°C ±0°C ±0.25°C 














7.32 × 10−6 − √(7.32 × 10−6)2 − 4(2.77 × 10−9)(3.93 × 10−4)
2(2.77 × 10−9)
 
= 54.89 wt% 
(B.12) 













with the partial derivatives estimated numerically as follows. 
 𝜕𝑤
𝜕𝜌
= 0.05 wt% m3 kg−1 
𝜕𝑤
𝜕𝑇
= 0.03 wt% K−1 
 
With these, the uncertainty in the inlet concentration can be calculated as 
 𝑈𝑤𝑖𝑛 = {[(0.05 wt% m
3 kg−1)(2.6 kg m−3)]2
+ [(0.03 wt% K−1)(0.25 K)]2}
1
2 
= 0.13 wt% 
(B.14) 
Using the same process, the outlet concentration can be calculated as 59.03 ± 0.12 wt%. 
With these concentrations calculated, the outlet solution flow rate can be calculated. 
 
?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡 =
(96.6 g min−1)(54.89 wt%)
59.03 wt%
 
= 89.8 g min−1 
(B.15) 













































= 0.42 g min−1 
(B.16) 
The enthalpies and their respective uncertainties are calculated using Engineering 
Equation Solver. The vapor enthalpy is calculated at the average of the solution inlet and 
outlet temperatures. The results of the calculation are shown in Table B.4. 
The relative uncertainty on the vapor enthalpy is less than 0.01%; therefore, it is neglected 
when calculating the uncertainty in the solution heat transfer rate. The solution heat transfer 
rate is 
 ?̇?𝑓,𝑠𝑜𝑙𝑛 = ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡ℎ𝑠𝑜𝑙𝑛,𝑜𝑢𝑡 + (?̇?𝑠𝑜𝑙𝑛,𝑖𝑛 − ?̇?𝑠𝑜𝑙𝑛,𝑜𝑢𝑡)ℎ𝑣 − ?̇?𝑠𝑜𝑙𝑛,𝑖𝑛ℎ𝑖𝑛 (B.17) 
Table B.4: Enthalpies and uncertainties for solution heat transfer calculations 
Quantity Value Uncertainty 
hsoln,in 79.27 J g
-1 ±0.59 J g-1 
hsoln,out 114.1 J g
-1 ±0.64 J g-1 
hv 2664 J g












96.6 g mi−1 − 89.8 g mi−1
60 s mi−1
(2664 J g−1)
− (96.6 g min−1)(79.27 J g−1) 
= 345 W 
To calculate the uncertainty in the solution heat transfer rate, first, the expression for the 
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APPENDIX C. TURBINE FLOW METER TEMPERATURE 
CORRECTION 
The frequency of rotation of the turbines in the turbine flow meters used in the heat 
transfer-fluid loops is affected by the temperature of the water flowing through them. 
Therefore, a Roshko-Strouhal correction is applied to the turbine flow meters as suggested 
by Mattingly (1992). 






where f is the frequency of the turbine, d is the diameter of the flow meter corrected for 
temperature, and ν is the kinematic viscosity of the fluid. The Strouhal number is a 







where u is the velocity of the fluid. 
The frequency of the turbine is determined using the K-factor on the turbine meter, 






where ?̇? is the volumetric flow rate in gallons per second. 
The K-factor is correlated to the volumetric flow rate in gallons per minute 






 𝐾 = 𝑎𝐾 ln(?̇?) + 𝑏𝐾 (C.4) 
The effect of temperature on the apparent flow rate for water in the turbine flow 
meters was determined by flowing water at a specified temperature and flow rate through 
the turbine flow meter and through a Coriolis flow meter (MicroMotion CMFS010M). For 
the heated loops, temperatures between 25 and 50°C were used. For the cooled loops, 
temperatures between 4.5 and 25°C were used. The Roshko and Strouhal numbers were 
calculated, and a correlation of the form 
 𝑆𝑡 = 𝑎𝑆𝑡 ln(𝑅𝑜) + 𝑏𝑆𝑡 (C.5) 
was fit to the resulting data. Table C.1 shows the constants for the K-factor and Strouhal 
number equations, along with two goodness-of-fit parameters: the coefficient of 
determination (R2) of the Roshko-Strouhal number correlation and the average absolute 
deviation (AAD) between the measured flow rates and those predicted by the correlation. 
The flow meters on loops 3 and 4 are used in the experiments discussed in this work. 
 
  
Table C.1: Temperature correction parameters for turbine flow meters 
Loop Meter S/N aK bK aSt bSt R2 AAD 
1 150609M44325 127408 1295556 44.42 -153.94 0.994 0.44% 
2 150609M44327 123207 1283662 42.76 -124.93 0.988 0.41% 
3 150609M44328 128210 1299057 46.31 -165.97 0.994 0.61% 







APPENDIX D. LOW-CONCENTRATION SALT SOLUTION 
CONDUCTIVITY CURVES 
Electrical conductivity curves were generated for low-concentration solutions of 
LiBr and NaCl to determine the concentration of these salts in the distillate after the water 
purification experiments. 
Table D.1: Conductivity data for NaCl 
Mass Fraction NaCl Conductivity (μS cm-1) 
5 × 10-6 11 
5 × 10-6 12 
1 × 10-5 24 
1 × 10-5 25 
2 × 10-5 45 
2 × 10-5 46 
5 × 10-5 101 























D.1 NaCl Concentration Curve 
The NaCl concentration curve was generated using anhydrous NaCl (Sigma 
Aldrich, ≥99%) dissolved in distilled water produced by the lab distiller (Running Waters, 
Inc., Model A15). The data points used to generate the curve are as given in Table D.1.  
Fitting a linear curve to the data yields 
 𝜎 = 1.9656 × 106𝑤 + 12.7 (D.1) 
with an R2 of 0.9997. 
D.2 LiBr Concentration Curve 
The LiBr concentration curve was generated using anhydrous NaCl (Sigma 
Aldrich, ≥99%) dissolved in distilled water produced by the lab distiller (Running Waters, 
Inc., Model A15). The data points used to generate the curve are as given in Table D.2. 
Fitting a linear curve to the data yields 
 𝜎 = 1.0468 × 106𝑤 + 15.4 (D.2) 








Table D.2: Conductivity data for LiBr 
Mass Fraction LiBr Conductivity (μS cm-1) 
2 × 10-5 29.5 
2 × 10-5 30.7 
5 × 10-5 62.3 
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